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ABSTRACT 
Many large scale tidal current turbines (TCTs) have been tested and deployed around 
the world. It is foreseeable that tidal current will be a vital natural resource in future 
energy supplies. The wake generated from the TCT amplifies the scour process around 
the support structure. It causes sediment transport at the seabed and it may result in 
severe environmental impacts. The study aims to investigate the generated wake and its 
effects on the scour process around the support structure of the TCT. An analytical 
wake model is proposed to predict the initial velocity and its lateral distribution 
downstream of the TCT. The analytical wake model consists of several equations 
derived from the theoretical works of ship propeller jets. Axial momentum theory is 
used to predict the minimum velocity at the immediate plane of the wake and followed 
by recovery equation to determine the minimum velocity at lateral sections along the 
downstream of the wake.  Gaussian distribution is applied to predict the lateral 
velocity distribution in a wake. The proposed model is also able to predict wake 
structure under various ambient turbulence conditions (TI= 3%, 5%, 8% and 15%). 
The proposed wake model is validated by comparing the results with well-accepted 
experimental measurements. Goodness-of-fit analysis has been conducted by using the 
estimator of R-square (R2) and Mean Square Error (MSE). The R2 and MSE are in the 
range of 0.1684 – 0.9305 and 0.004 – 0.0331, respectively. A TCT model was 
incorporated in OpenFOAM to simulate the flow between rotor and seabed due to the 
fact that the flow is responsible for the sediment transport. The axial component of 
velocity is the dominating velocity of the flow below the TCT. The maximum axial 
velocity under the turbine blades is around 1.07 times of the initial incoming flow. The 
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maximum radial and tangential velocity components of the investigated layer are 
approximately 4.12% and 0.22% of the maximum axial velocity. The acceleration of 
flow under the rotor changes seabed boundary layer profile. The geometry of the 
turbine also affects the flow condition. Results showed that the velocity increases with 
the number of blades. Both the axial and radial velocities were significantly influenced 
by the number of blades, the tangential velocity was found to be insignificant. A 
physical model of TCT is placed in a hydraulic flume for scour test. The scour rate of 
the fabricated model was investigated. The decrease of tip clearance increases the 
scour depth. The shortest tip clearance results in the fastest and most sediment 
transport. The maximum scour depth reached approximately 18.5% of rotor diameter. 
Experimental results indicated that regions susceptible to scour typically persist up to 
1.0Dt downstream and up to 0.5Dt to either side of the turbine support centre. The 
majority of the scour occurred in the first 3.5 hr. The maximum scour depth reaches 
equilibrium after 24 hr test. The study correlated scour depth of the TCT with the tip 
clearance. An empirical formula has been proposed to predict the time-dependent scour 
depth of the pile-supported TCT.   
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ABSTRAK 
Turbin semasa pasang surut (TCT) yang berskala besar telah banyak diuji dan 
digunakan seluruh dunia. Boleh diramalkan bahawa tenaga berpunca daripada pasang 
surut laut akan menjadi satu sumber semula jadi yang penting bagi bekalan tenaga 
pada masa yang akan datang. Ekoran air yang dihasilkan oleh TCT menggandakan 
proses kerokan di sekeliling struktur sokongan. Ini menyebabkan pengangkutan 
sedimen pada dasar laut dan boleh menyebabkan impak alam sekitar yang teruk. Satu 
model analitikal telah dihasilkan untuk menjangka halaju permulaan dan pengedaran 
hala di hiliran TCT. Model analitikal ini terdiri daripada beberapa formula yang 
diperolehi daripada teori jet kincir kapal. Teori momentum digunakan untuk 
manjangka halaju minima di satah segera lee wake dan diikuti dengan persamaan 
pemulihan untuk menentukan halaju minima di seksyen sisian sepanjang hiliran ekoran 
air. Pengedaran Gaussian digunakan untuk menjangka halaju sisian dalam satu wake. 
Model yang dihasilkan berupaya untuk menjangka struktur ekoran air bagi pelbagai 
keadaan turbulen (TI= 3%, 5%, 8% dan 15%). Model yang dihasilkan telah divalidasi 
dengan membanding keputusan yang diperoleh dengan eksperimen. Alanisa 
Goodness-of-fit telah dibuat dengan menggunakan jangkaan Kuasa Dua R (R2) dan 
Ralat Min Kuasa Dua (MSE). R2 dan MSE adalah dalam julat 0.1684-0.9305 dan 
0.004-0.0331. Satu model TCT telah dimasukkan dalam OpenFOAM untuk 
mensimulasikan aliran di antara pemutar dan dasar laut kerana aliran merupakan factor 
yang mempengaruhi pengakutan sedimen. Halaju komponen paksi-x merupakan halaju 
dominan di bawah turbin arus laut. Halaju paksi-x maxima di bawah bilah turbine 
adalah serata 1.07 kali aliran permulaan. Komponen had laju jejarian dan halaju tangen 
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maxima bagi lapisan yang dikaji adalah lebih kurang 4.12% dan 0.22% had laju 
paksi-x maxima. Aliran berubah secara berkadar langsung dengan halaju aliran 
permulaan. Pecutan aliran di bawah pemutar mengubahkan profil lapisan sempadan 
dasar laut. Geometri turbin juga mempengaruhi keadaan aliran. Keputusan 
menunjukkan bahawa halaju meningkat dengan bilangan bilah. Kedua-dua halaju 
paksi-x dan jejarian dipengaruhi dengan ketara oleh bilangan bilah, dan halaju tangen 
pula didapati tidak akan dipengaruhi secara ketara. Satu model TCT fisikal telah 
diletakkan dalam satu flum untuk menguji kerokan. Kadar kerokan bagi model ini 
telah dikaji dalam flum tersebut. Pengurangan kelegaan hujung meningkatkan 
kedalaman kerokan. Kelegaan hujung yang paling kecil menyebabkan pengangkutan 
sedimen yang paling banyak dan cepat. Kedalaman kerokan maxima mencapai 18.5% 
diameter pemutar. Keputusan ini menunjukkan kawasan yang terdedah kepada kerokan 
adalah berkadar langsung dengan diameter turbin, dan biasanya berterusan sehingga 
1.0Dt di hilir dan 0.5Dt di sebelah pusat sokongan turbin. Kebanyakan kerokan wujud 
dalam 3.5 jam pertama. Kedalaman kerokan mencapai keseimbangan selepas 24 jam 
ujian. Kajian ini adalah untuk mengaitkan kedalaman kerokan TCT dengan kelegaan 
hujung. Satu formula empirikal untuk menjangka kedalaman kerokan bergantung 
kepada masa bagi TCT yang disokong oleh cerucuk telah dicadangkan.  
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CHAPTER 1: INTRODUCTION 
1.1 Background of Study 
The energy crisis is one of the major problems that humans have to deal with as people 
rely heavily on electricity (Rocks and Runyon, 1972). The world population has an 
average growth rate of 0.9% per year. It was estimated it will reach 8.7 billion in 2035. 
The energy demands will remarkably increase when more people move to urban areas 
(EIA, 2013). There are many untapped natural resources in the ocean. These resources 
are potential to be harnessed and make a contribution to future energy supplies. Marine 
current power is one of the possible resources to generate electricity. It has some 
advantages over other renewable energy sources as it is easier to be predicted and 
quantified (Watchorn et al., 2000). Many studies of the tidal or marine current energy 
have been carried out in the past decade. It is foreseeable that marine current will be a 
vital natural resource in future energy supplies (Rourke et al., 2010). Many of 
large-scale tidal/marine current turbines have been tested and deployed around the 
world (OES-IA Annual Report, 2011, 2012, 2013, 2014). 
Malaysia is a tropical country that has a long coastline. The country has high 
potential to develop marine renewable energy. The support of the research and 
development in the renewable energies from Malaysian government is rather strong. In 
the year 2011, Renewable Energy Act and Sustainable Energy Development Authority 
Act have been enacted. The acts are the catalyst for the industry of renewable energy in 
Malaysia (Chong and Lam, 2013). Tidal energy extraction in a few locations in 
Malaysia can generate electricity up to 14.5 GW h annually (Lim and Koh, 2010). Tidal 
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energy is a promising ocean resource available in Malaysia for future energy supplies 
(Hashim and Ho, 2011). 
The interaction between tidal turbines with ambient environment is interest to many 
researchers. Installation of a TCT accelerates the vicinity flow leading to the change of 
surrounding environment (Xia et al., 2010; Shields et al., 2011). Collision risk, acoustic 
emission, sediment dynamics and morphodynamics of such device have long been 
identified (Neill et al., 2012). Continuous assessment of environmental impacts of such 
device is acting a barrier to obtaining permission from relevant authorities. (Hill et al., 
2014). Marine Current Turbine Ltd. (MCT) and Verdant Power have had cost a 
multi-million dollar to monitor environment impacts (Neill et al., 2009). Environmental 
impact assessments (EIAs) have to be conducted before the application of this 
technology. The interaction between tidal turbines with ambient environment is unclear 
at present. Affordable and environmental friendly tidal energy could strengthen the 
confidence of interested parties to install tidal turbines in potential sites. 
1.2 Problem Statement 
The presence of tidal stream device could accelerate the flow in its vicinity and lead to 
local scour around the TCT (Xia et al., 2010; Shields et al., 2011). Scour around marine 
structures have been well recognized as an engineering issue which causes structural 
instability (Hoffmans and Verheij, 1997). It is crucial to ensure the structural safety of 
the TCT during the operation phase to avoid disturbance of energy transmission. Scour 
related foundation and scour protection is costly, it takes account 30% of the total cost 
in wind turbine industry (Sumer, 2007). Repair of coastal structure failure due to 
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scouring is considerably high, where USD 2-10 million is the cost per failure (Lillycrop 
and Hughes, 1993). The change of the seabed topology may worsen the flow speed and 
direction. The change of the environment after installation of the TCT should not affect 
the performance of the turbine. 
Scour at bridge piers have been studied extensively in the past (Breusers and 
Raudkivi, 1991; Melville and Coleman, 2000). Scour around the foundation of offshore 
wind turbine also attracts researcher attention. Researchers proposed effective scour 
protection techniques to mitigate the impact of scouring on the stability and dynamic 
behavior of the offshore wind turbine (De Vos et al. 2011). The scour behavior of TCT 
has not been well understood (Vybulkova, 2013). Also, it has been reported that the 
sediment transport in the energy extraction region may have adverse environmental 
impacts (Shields et al., 2011). Scour leads to the change of sea floor topography which 
may result in negative consequences for the indigenous marine flora and fauna. If 
vegetation present at the seabed, the plants are exposed to high shear stress. The 
survivability of the vegetation is being affected as well as the food-supply of marine 
fauna. (Vybulkova, 2013). The nature of the interactions between flow generated from 
the rotor and seabed is not clear at present. 
Some knowledge gaps have also been identified, such as the wake and scour 
prediction. No model is available to predict the wake structure under various turbulence 
conditions. The flow between turbine rotor and seabed is responsible for the sediment 
transport and the information of the flow is limited. The time-dependent scour profile 
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around the support of tidal current turbine is not studied, while no model is available to 
predict the maximum scour depth around the support of TCT. 
1.3 Research Objectives 
The study aims to quantify the effect of the flow generated by the rotor on the scour 
behaviour of the TCT. The generated wake may affect the velocity near seabed. The 
sediment at seabed could be severely eroded. Comprehensive understanding the wake 
structure and scour nature of TCT enables engineers to offer a cost-effective design for 
the foundation and scour protection. Documentation of the flow near the turbine and 
seabed also gives profound insights on the environmental monitoring. The research 
objectives are listed as follows: 
a) To develop an analytical wake model of TCT  
b) To apply a TCT model for the characterization of the flow between rotor and 
seabed 
c) To identify the effects of rotor tip clearance on the scour depth of the TCT  
d) To examine the temporal variation of the scour profiles of the TCT 
e) To correlate the rotor tip clearance with the time-dependent maximum scour 
depth 
The results, analytical and numerical models are presented as engineering tools to 
predict, design and mitigate the wake and its associated effects of TCT in the future.  
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1.4 Scope of Research 
The first objective is to propose an analytical model to predict the initial velocity and its 
lateral distribution downstream of TCT. The analytical wake model consists of several 
equations derived from the research works of ship propeller jets assuming a Gaussian 
distribution for the lateral velocity distribution in a wake. The prediction of wake 
velocity requires the efflux velocity as an initial input. The recovery of the minimum 
velocity equation is based on empirical results. The model also aims to predict the wake 
structure under various ambient turbulence of TI=3%, 5%, 8% and 15% when incoming 
flow is uniform. The applicability of the proposed model to predict the velocity 
distribution of turbine wake in the condition of non-uniform incoming flow is not 
testified in the study. 
The study simulates the three-dimensional flow, namely the axial, radial and 
tangential velocity components below turbine blades with different tip clearances. The 
tip clearances for simulation are 1.0Dt, 0.8Dt, 0.6Dt and 0.4Dt. The turbine rotor is 
duplicated based on the NACA 63418 hydrofoil profile. Design of turbine rotor is out of 
the scope of the thesis. The effects of support structure on the flow between rotor and 
bed are not discussed in the study. The study also investigates the influence of the 
number of blades on the flow between rotor and seabed. Besides, it also intends to 
examine the boundary layer development around TCT. 
    The third, fourth and fifth objectives are to investigate the scour pattern around the 
support structure of the TCT. The physical model TCT is placed in a hydraulic flume for 
scouring test. The scour rate of the physical model under the clear water condition has 
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been investigated. The scour rate of scour profile of the TCT is investigated. The effects 
of rotor tip clearance on the scour profile are identified. The study correlates the scour 
depth of the TCT with the tip clearance. The relation of the scour depth with tip 
clearance is only valid for horizontal axis TCT with pile-supported structure. 
1.5 Significance of Study 
Prediction of the wake is important to understand the flow condition behind a TCT. The 
proposed model offers a simple, rapid and cost-effective manner to predict the velocity 
profile of the wake at lateral sections of downstream. The velocity of the wake is a vital 
factor to decide the spacing among each turbine at a tidal farm. The proposed model 
also provides an initial input for the scour prediction around the support of TCTs. The 
numerical model applied to characterize the flow below rotor can be an engineering tool 
for future flow simulation. The flow conditions help engineers to understand the flow 
that may affect the sediment transport around the tidal turbine. The scour prediction 
model enables the monitoring of temporal maximum scour depth. The scour pattern of 
the TCT can be instructions for the engineers to mitigate severe sediment transport at 
energy extraction site. All the research outcomes could help with the design of more 
affordable and environmentally friendly tidal current energy.  
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1.6 Outline of Thesis 
The thesis consists of five chapters. Chapter 1 presents a brief introduction to the 
concepts of TCT and its importance for human beings to overcome the energy crisis. 
Chapter 1 also summarizes the objectives and states the overview of this thesis. Chapter 
2 documents the backgrounds of tidal current energy and available source in Malaysia. 
It also covers the state-of-art research of tidal energy in the aspects of the wake and 
environmental impacts. Chapter 3 presents the methods employed in the study. Chapter 
4 documents the findings of the study. Chapter 5 presents the conclusions and 
contribution, with the recommendation for future work. List of publications have been 
included after the reference section. Appendix presents the photos of the instruments 
used in the experimental tests.   
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CHAPTER 2: LITERATURE REVIEW 
2.1 Overview 
This section summarizes the relevant research works up to date. Section 2.2 briefly 
introduces tidal current energy and its advantages over other renewable resources. 
Section 2.3 identifies the potential sites of tidal stream energy in Malaysia. Sections 2.4, 
2.5 and 2.6 document the characteristics of wake and ship propeller jets. These three 
sections also realize the similarities among these two fluids. Section 2.7 introduces the 
types of support structures of TCT. It also includes the general seabed response of each 
support structure. Section 2.8 presents the scour pattern around the support of TCT. 
Section 2.9 summarizes the equations of scouring prediction for pier/pile and discusses 
the applicability of existing empirical equations for scour prediction of TCT. 
2.2 Background of Tidal Current Energy 
Tidal current energy comes from the relative motions of the Earth-Moon system. The 
tidal movements are cyclic variations in the level of the seas and oceans (Williams, 
2000). Tidal current energy is principally harnessing the kinetic energy of moving water 
to power turbines. It is in a similar manner to wind turbines that use moving air (Hassan 
et al., 2012). TCTs are usually installed in high-velocity areas where the water flows are 
concentrated. The potential places for tidal turbine installation are such as entrances to 
bays and rivers or between land masses (Fraenkel, 2002). 
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The horizontal axis TCT is a type of hydrofoil-shaped blades applied in tidal 
current energy devices (Bryden et al., 1998). The horizontal axis tidal turbines rotate 
about a horizontal axis which is parallel to the current stream (Camporeale and Magi, 
2000; Bahaj et al., 2007).  The companies actively engaged in TCT development are 
Aquamarine Power Ltd. (UK), Atlantis Resource Corporation PTE Ltd.(Singapore), 
Blue Energy Ltd.(Canada), Hammerfest Storm AS(Norway), Lunar Energy Ltd.(UK), 
Marine Current Turbines Ltd.(UK), Ocean Flow Energy Ltd. (UK), Open-Hydro 
Ltd.(Ireland), Pulse Generation Ltd.(UK), SMD Hydrovision Ltd. (UK), Tidal Energy 
Ltd.(UK) and Verdant Power Ltd.(USA). These companies designed various types of 
tidal current energy device. The tidal turbines in detail which including their dimensions, 
features and status of development can be found in the work of Rourke et al. (2010) and 
Bahaj (2011). 
Figure 2.1 shows a horizontal axis tidal turbine deployed by Marine Current 
Turbine Ltd. It is a second generation device consisting of a piled twin rotor two-bladed 
horizontal axis turbine converter of an installed capacity 1.2 MW. The tidal turbine is 
the world’s first commercial-scale tidal turbine prototype to generate electricity onto the 
grid (Bahaj, 2011). Atlantis Resource Corp designed a commercial-scale horizontal axis 
turbine AR1000 for open ocean deployment, as shown in Figure 2.2. The first AR1000 
was successfully and commissioned at the Europe Marine Energy Center (EMEC) 
facility during summer of 2011 (Atlantis Resource, 2015). 
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Figure 2.1: The tidal turbine SeaGen rated 1.2MW in Strangford Lough (Image 
courtesy of MCT Ltd) 
 
 
Figure 2.2: Atlantis Resource Corp, AR1000 1MW before installation (Image courtesy 
of Atlantis Resource Corp). 
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2.3 Potential Tidal Stream Energy in Malaysia 
Lim and Koh (2011) conducted an analytical study coupled POM to determine the tidal 
energy density profile of Malaysia (see Figure 2.3). It was concluded that Pontian, 
Kapar, Tanjung, Alor Star, Karang, Semporna, Kota Blud, Kuching and Sibu were the 
locations with high potential for tidal energy extraction. The amount of tidal energy that 
can be extracted at these places is mainly dependent on the features of the designed 
turbine. Lim and Koh (2011) assumed twin rotor horizontal axis turbines employed. The 
factors that influence the energy supplied by the turbine are the cut-in speed of turbines, 
the swept area of turbines and the power efficiency. Lim and Koh (2011) eventually 
identified that Sibu, Pulau Jambongan and Kota Belud are the locations with great 
potential for tidal energy extraction with the prior assumptions. The total amount of 
electricity that can be generated by tidal turbines at those places is about 14.5 G 
Wh/year.  
 
Figure 2.3: Energy density profile of tidal current across Malaysia (Lim and Koh, 2011) 
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In addition, researchers (Chong and Lam, 2012; Sakmani et al, 2013) claimed the 
Straits of Malacca is a potential site for the development of tidal energy. It is the longest 
Straits in the world and it has a constant minimum flow of 0.5m/s with maximum up to 
4m/s in particular regions (Chong and Lam, 2012). Sakmani et al. (2013) used the data 
from acoustic Doppler current profiler (ADCP) and with the considerations of 
environmental issue and cost-effectiveness. They proposed Pulau Pangkor as the 
potential site for tidal stream energy development. The efforts from Lim and Koh (2011), 
Chong and Lam (2012) and Sakmani et al. (2013) offer insight for Malaysia to realize 
the potential of tidal energy for future energy supplies. 
2.4 Wake of TCT 
2.4.1 Wake Characteristics and Its Recovery 
Mayers and Bahaj (2010) stated that the fluids passing through the rotor plane region 
experience velocity reduction and form an expanding wake. The velocity deficit 
influences the performance of the turbines in tandem and thus affects the overall 
efficiency of tidal-current turbines in arrays. Myers and Bahaj (2012) reported that 
proper spacing of TCTs in the upstream may enhance the available kinetic energy of the 
downstream up to 22%. It is therefore of significant importance to study the wake 
characteristics as it will ultimately affect the output of tidal array farms. 
The first attempt to study wake is Myers and Bahaj (2007) performed wake studies 
of a 0.4 m diameter horizontal axis marine current turbine in a circulating channel. The 
measurements indicated that the variations of water surface elevation and flow velocity 
could occur. Sun et al. (2008) applied the absorption disc representing the TCT to 
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investigate the near wake of the tidal turbine. It was focused on the effects of wake on 
the free-surface and flow velocity close to the disc. Sun et al. (2008) claimed that fluid 
reaches the disc it accelerates as it passes through. The speed then reduced directly 
behind the disc. Their findings also showed that a drop in the free-surface behind the 
disc occurred. The study of Myers and Bahaj (2010) performed experimental analysis of 
the flow field around the TCT by using disk rotor simulators. It declared that closer 
seabed proximity causes different mass flow below the rotors. It could result in the 
wake further persist downstream and slow down the wake recovery process. The lesser 
flow below turbine blades the more delayed of wake recovery. The flow pattern 
underside of the wake and within the wake could be affected by the vertical location of 
the disks (see Figure 2.4). 
 
 
Figure 2.4: Centre plane velocity deficit for varying disk submersion depth. The disk 
center at 0.75H (top), 0.06H (centre) and 0.33H (bottom). 
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Pinon et al. (2012) conducted wake study of three-bladed TCT in uniform free 
upstream current. The axial velocity profiles at different locations behind the turbine 
have been illustrated in Figure 2.5, where r is the radial distance, Rt is the radius of the 
turbine, Dt is the diameter of the turbine, Va is the axial velocity, V is the free stream 
velocity. The wake has approximately 50% velocity deficit in near wake region 
(x/Dt=1.2). The maximum velocity deficit occurs at near centre of the rotation axis. The 
velocity deficit decreases at a slow rate along the downstream. It is in line with 
observation reported by Myers et al. (2008) and Myers and Bahaj (2010). The wake 
(Figure 2.5) is not fully covered even at 8.0Dt downstream. It has approximately 35% 
velocity deficit. The recovery of wake velocity to free stream velocity can be further 
downstream. Results from Batten et al. (2013) showed that up to 22Dt downstream the 
wake velocity has not been fully recovered to the upstream velocity. 
 
Figure 2.5: Wake characteristics of horizontal axis tidal-current turbine. 
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     According to Pantan (Lam et al., 2012c), turbulence intensity can be defined for 
each velocity component as the root mean square (RMS) referenced to a mean flow 
velocity (Vref), as Equation (2.1).  
I𝑥 =
√𝑢′
𝑉𝑟𝑒𝑓
, I𝑦 =
√𝑣′
𝑉𝑟𝑒𝑓
 , I𝑧 =
√𝑤′
𝑉𝑟𝑒𝑓
                                           (2.1) 
 
where Ix, Iy, Iz are the x-component, y-component and z-component of turbulence 
intensity, respectively. The overall turbulence intensity is defined by Equation (2.2). 
I =
√
1
3
(𝑢′+𝑣′+𝑤‘)
𝑉𝑟𝑒𝑓
                                                       (2.2) 
where I is the overall turbulence intensity, u’,v’,w’are the x-,y-,z-components of 
turbulence and Vref is the reference mean velocity. 
Ambient turbulence intensity has a crucial role on the wake shape behind the TCT. 
The studies of Maganga et al. (2010), Myers and Bahaj (2010), and Mycek et al. (2014) 
highlighted that the ambient turbulence intensity influences the wake structure. The 
detail experimental work from Mycek et al. (2014) pointed out the significant role of 
ambient turbulence on the behaviour of a three-blade turbine. Their results showed that 
the wake shape, length, and strength largely depended on the upstream turbulence 
conditions. The wake remained pronounced ten diameters downstream of the turbine 
with almost 20% velocity deficit when I=3%. On the other hand, the wake recovers 
much faster with a higher turbulence intensity I=15%. The upstream conditions 
including velocity, turbulence and shear stress are almost fully recovered six diameters 
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downstream. However, high turbulence condition may cause more force fluctuations 
and thus decrease the lifespan of the blade. 
2.4.2 Wake Modelling 
Extensive efforts of analytical, numerical and experimental studies have been done in 
the past to understand the nature of wake. Perforated disks can provide appropriate 
physical knowledge to understand turbines behavior. It also has been widely applied in 
turbine simulations in wind turbine experiments (Builtjes 1978; Sforza et al., 1981; 
Vermeulen and Builtjes, 1982). Sun et al. (2008) firstly applied the absorption disc 
representing the turbine to study the near wake. Sun et al. (2008) believed that thrust 
force on the turbine is of principal importance in the wake development. A series of 
thrust forces on a real turbine can be simulated by perforated disk with a range of 
porosities. 
Myers and Bahaj (2010) also highlighted that investigations of such technology at 
medium or large scale at basic research level is infeasible. The work of wake 
investigation needs to focus on small scale testing, which is able to conduct at 
laboratory. Myers and Bahaj (2010) also doubted the modelling of horizontal axis rotors 
at very small scale. They believed that the channel ﬂow properties cannot scale down 
precisely while maintaining rotor thrust, power, and tip speed without remarkably 
changing aspects of the downstream ﬂow ﬁeld. Accurate tip speed scaling of a 100 mm 
diameter rotor would require the rotor to have a rotational speed up to 1500 rpm if the 
rotor needs to maintain a typical full-scale tip speed of 10 m/s. It is the main reason that 
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Myers and Bahaj (2010) employed a mesh disk to identify the governing parameters 
affecting the wake. 
   Harrison et al. (2010) conducted CFD simulations using an actuator disc and 
compared to the experimental results of Myers and Bahaj (2010). It discovered that the 
trend of wake recovery and turbulence levels is qualitatively similar in the CFD and 
experimental results. There are significant computational benefits in approximating the 
turbine as a disc rather than modelling its geometry in full in a RANS simulation. A full 
model of the rotor requires mesh resolution at the blade surface to be sufficient to 
capture the boundary layer and separation. This requires a very large number of mesh 
elements and computational efforts. Furthermore, modelling a rotating turbine requires 
that the model be unsteady and the blades change position with every time step. 
The actual representation of the flow generated by rotor turbine is still achievable, 
many numerical and experimental efforts to study the tidal turbine wakes by using real 
turbine rotor have been also carried out (Maganga et al., 2010; Mycek et al. 2011, 2014; 
Pinon et al., 2012; Stallard et al., 2011, 2013; Batten et al., 2013;Tedds et al., 2014). The 
size of the turbines incorporated in all these studies ranges from 0.27 to 0.8 m. Pinon et 
al. (2012) developed a particle method to model unsteady three-dimensional wake flows 
of tidal turbine other than actuator disc. The velocity of the wake of the turbine has 
good agreement with experiments up to ten diameters downstream of the turbine. The 
one from Tedds et al. (2014) challenged those researches used disks modelled turbine 
and claimed that their approaches may not predict the turbulent kinetic energy decay 
rate of HATT wakes precisely. 
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Although numerical and experimental techniques have become sophisticated and 
accurate in recent years, a simple analytical model is still useful to predict the wake 
profile of tidal current turbines as its simplicity and cost-effective. Many analytical 
investigations have been conducted on wind turbine wakes. One of the pioneering 
analytical wake models is proposed by Jensen (1983).The most recent one is from 
Bastankhah and Porté-Agel (2014) proposed a new analytical model for wind turbine 
wakes by applying conservation of mass and momentum. They assumed a Gaussian 
distribution of the velocity deficit in the wake. The tidal turbine and wind turbine 
operate in the different ambient environment. The flow direction and turbulence in river 
and marine currents are far more consistent and predictable compared to wind in the 
atmospheric boundary layer. The analytical tools may be more suitable to be applied in 
tidal turbine wake. 
The pioneering model in predicting lateral velocity behind tidal turbine is proposed 
previously by Lam and Chen (2014). They also assumed a Gaussian distribution for the 
wake velocity and validated the proposed equation by comparing to experimental data 
of Maganga et al. (2010). The predicted mean stream wise velocity agrees well with the 
experimental data when the I=8%. Better understanding of the wake characterization is 
also critical to quantify the potential effects on the sediments transport capacity. The 
sediment transport in the energy extraction region has negative environmental impacts 
(Shields et al., 2011). The analytical model for tidal turbine wake prediction could help 
the engineers rapidly to calculate the wake velocity and identify the transport capacity 
of the water column along the downstream of turbine wake. 
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2.5 Flow Condition between Rotor and Seabed 
As presented in Section 2.4, a velocity deficit occurs behind a turbine and gradually the 
velocity increases along the downstream of the wake. The formation of wake will affect 
the flow close to the seabed. However, to date, little work has been done to present the 
flow behaviour under a rotor. Myers and Bahaj (2007) reported wake studies of a 1/30th 
scale horizontal axis tidal turbine and found that the blockage-type effects took place. 
The measured velocity is greater than the incoming flow around the sides of the rotor. 
Sun (2008) simulated turbine by using actuator mesh disk and claimed that localised 
flow acceleration occurs during the energy extraction of the turbine. Chamorro et al. 
(2013) performed velocity measurements in the near wake of a 3-bladed turbine. It was 
found that tangential component was to be remarkably insignificant at the turbine tip 
radius and higher radial velocity was observed near the turbine tip.  
No information was found on the flow pattern further closer to the seabed. The flow 
between rotor and seabed are responsible for the sediment transport. The flow is also of 
importance when determining TST effects on ecosystem health and morphodynamics. 
The nature mechanism of the turbine may also impose tangential and radial velocity 
components in the water flow. All these factors may have environmental impacts on the 
region of energy extraction. The flow below the rotor is responsible for the scour and 
sediment transport as some sediment may lift up. Better understanding of the flow 
pattern below rotor could offer critical insights into the influence of rotor on the scour 
mechanism and sediment transport in the near flow field of the TCT. 
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2.6 Ship Propeller Jets and its Induced Scour 
2.6.1 Nature of Ship Propeller Jets 
The well-established knowledge of ship propeller jets could be a benchmark for 
investigation of the wake development and scour nature of the TCT. This section aims 
to review the fundamental knowledge of ship propeller jets and to figure out the 
similarities between ship propeller jets and turbine wake. Ship propeller has a reverse 
mechanism as TCT. A TCT harnesses kinetic energy from the current flow (He et al., 
2011).  A ship propeller converts the torque of a shaft to produce axial thrust for 
propulsion (Lam et al., 2010; He et al., 2011). Tidal-current turbine produces the wake 
and the ship propeller produces the jets during operations, respectively. Lam et al. (2010) 
conducted Laser Doppler Anemometry (LDA) measurements and stated that the axial 
component of velocity is the primary contributor to the velocity magnitude at the initial 
plane of a ship’s propeller jet. The tangential and radial components are the second and 
third-largest contributors to the velocity magnitude. 
Lam et al. (2011) reviewed the equations used to predict the velocity distribution 
within a ship’s propeller jet. The study found that the rotational and radial components 
of velocity are still poorly understood compared to the axial component of velocity. The 
accuracy of the entire jet relies on the initial prediction of efflux velocity (Stewart, 1992; 
Lam et al. 2011). Efflux velocity is defined as the maximum velocity taken from a 
time-averaged velocity distribution along the initial propeller plane (Ryan, 2002). 
Equations for predicting efflux velocity have been proposed Hamill (1987), Stewart 
(1992) and Hashimi (1993), as shown in Table 2.1. These studies have found that the 
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efflux velocity of propeller jets was associated with thrust coefficient (Ct), speed of 
rotation of propeller in revolutions per second (n) and propeller diameter (Dp). Stewart 
(1996) reported that the coefficient used in the equation to predict efflux velocity was 
not a constant. This coefficient depends on the propeller characteristics. 
Table 2.1: Equations for efflux velocity 
Proposed Equation Notation 
Hamill (1987) 
𝑉𝑜 = 1.33𝑛𝐷𝑝√𝐶𝑡 𝑉𝑜 is efflux velocity, n is speed of 
rotation of propeller in 
revolutions per second, Dp is 
propeller diameter and 𝐶𝑡  is 
thrust coefficient. 
Stewart (1992)  
𝑉𝑜 = 𝜉𝑛𝐷𝑝√𝐶𝑡 
𝜉 = 𝐷𝑝
−0.0686 (𝑃 𝐷𝑝⁄
)
1.519
𝐵𝐴𝑅−0.323 
𝜉 is Stewart’s efflux coefficient, 
P/Dp is the pitch ratio of the 
propeller, BAR is the blade area 
ratio (ratio of projected area of all 
blades to the total area of the 
propeller disc). 
Hashimi (1993)   
𝑉𝑜 = 𝐸𝑜𝑛𝐷𝑝√𝐶𝑡 
𝐸𝑜 = (
𝐷𝑝
𝐷ℎ
⁄ )
−0.403
𝐶𝑡
−1.79𝐵𝐴𝑅0.744 
𝐸𝑜  is Hashimi’s efflux 
coefficient, Dh is the diameter of 
propeller hub. 
 
Many researchers claimed that that the velocity magnitude of a ship’s propeller jet 
tends to decay along the longitudinal axis from the initial plane immediately 
downstream of the propeller jet (efﬂux plane)， (Blaauw and van de Kaa, 1978; Hamill, 
1987; Stewart, 1992; McGarvey, 1996). The fluid in this region has high viscous shear 
and it causes the fluid mix with surrounding water. The ﬂuid within the propeller jet 
gradually decelerates with longitudinal distance from the propeller face. The still 
ambient ﬂuid slowly accelerates at the same time (Brewster, 1997). A ship propeller jet 
consists of two zones, namely the zone of ﬂow establishment (ZFE) and the zone of 
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established ﬂow (ZEF). Figure 2.6 depicts the schematic diagram of these two regions. 
The jet forms the zone of ﬂow establishment initially while the propeller is rotating. 
Because the hub is at the center of the propeller, the propeller jet forms a low velocity 
core along the axis of rotation within the zone of ﬂow establishment. The velocity 
proﬁles of propeller jets within the zone of ﬂow establishment have two peak ridges. 
The inﬂuence of the hub disappears gradually along longitudinal axis due to the mixing 
of fluid in high velocity and fluid in low velocity central core (Hamill, 1987). The ﬂuid 
is mixing with the surrounding water both inwardly and outwardly along the axis of 
rotation at the beginning (McGarvey, 1996; Lam et al., 2011). The ﬂow will only be 
mixed outwardly at a certain distance downstream. It is the region called the zone of 
established ﬂow. There is only one maximum velocity peak located at the axis of 
rotation in this region (McGarvey, 1996; Lam et al. 2011). 
 
Figure 2.6: Schematic view of propeller jet (Hamill, 1987)  
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Lam et al. (2012a) presented fluids flow in the zone of flow establishment from a 
ship propeller. The measurements at two locations in the zone of flow establishment 
have been selected and demonstrated in Figure 2.7, where Rp is radius of propeller, Dp is 
diameter of propeller, Vo is efflux velocity for ship propeller jets and free stream 
velocity for turbine wake. The axial velocity at x/Dp=0.79 and x/Dp=1.05 have little 
differences. It shows two-peaked ridges velocity profile with a low velocity core at the 
centre. The axial velocity distribution of turbine wake (1.2Dt) presented in Figure 2.7 
shows reverse velocity distribution as ship propeller jets. It has two dips of velocity 
deficit and a high core velocity near the centre. The axial velocity of turbine wake 
further downstream shows one dip only. The propeller and the turbine both have three 
blades. The diameter of the propeller (76 mm) is much smaller that of turbine (700 mm). 
The experiment conducted by Lam et al. (2012) is in “bollard pull” condition (zero 
advance speed). The velocity outside the jets is zero which is different with the flow 
field outside the turbine wake. The velocity distribution of turbine wake (x/Dt=1.2) has 
been inverted in order to compare with that of ship propeller jets. The inverted axial 
velocity profile of turbine wake has a similar pattern as the velocity distribution of ship 
propeller jets (see Figure 2.7). It is foreseeable the velocity profile of ship propeller jets 
and inverted wake will be more identical if the propeller and turbine have similar 
geometrical characteristics.  
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Figure 2.7: Comparison of velocity profile between a ship propeller jet and turbine 
wake 
2.6.2 Ship’s Propeller Jets Induced Scour 
The velocity investigation of ship’s propeller jets has been discussed in the preceding 
section. Sumer and Fredsøe (2002), Whitehouse (1998) and Gaythwaite (2004) claimed 
that the velocity prediction within a ship’s propeller jet is the initial step to investigate 
the seabed scouring. Blaauw and van de Kaa (1978), Verhey (1983), and Aberle and 
Soehngen (2008) focused on the prediction of the maximum scour depth in the absence 
of berthing structure. Hamill (1987) carried out an extensive study to investigate seabed 
scour due to the propeller jet by using both the fine and coarse sands. The temporal 
development of maximum depth of scour was examined and it can be written in a 
dimensional consideration, as shown in Table 2.2. Hamill (1987) suggested that the 
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scour depth relates to the densimetric Froude number, size of sediment and the 
clearance between the propeller and seabed. The maximum velocity and its distribution 
of a jet mainly depend on the characteristics of a turbine. Hamill et al. (1999) extended 
their earlier studies by including the effect of propeller jets on quay walls. They showed 
that the densimetric Froude number (Fo) plays the most important role in affecting scour 
depth through dimensional analysis. Hong et al. (2013) studied the development of a 
scour hole with non-cohesive sediments due to the jet induced by a rotating propeller, 
which focused on the influences of various parameters on the time-dependent maximum 
scour depth.  
Table 2.2: Scour Depth Predictions 
Proposed Equation Notation 
Hamill (1987)  
 
𝜀𝑚
𝐷𝑝
= 𝑓 [𝐹𝑜 ,
𝐷𝑝
𝑑50
,
𝐶
𝑑50
] 
𝐹𝑜 =
𝑉𝑜
√𝑔𝑑50
∆𝜌
𝜌
 
𝜀𝑚 is maximum depth of scour, 
𝐹𝑜 is densimetric Froude number, 
𝑑50 is median sediment grain 
size, C is clearance between the 
propeller tip and the seabed, 𝑔 is 
acceleration due to gravity, ∆𝜌 
is difference between the mass 
density of the sediment and the 
fluid, and 𝜌 is density of fluid. 
 Hong et al. (2013)  
 
𝑆𝑡
𝐷𝑝
= 𝑘1[𝑙𝑜𝑔10(
𝑉0𝑡
𝐷𝑝
) − 𝑘2]
𝑘3 
Where 
𝑘1 = 0.014𝐹0
1.120 (
𝐶
𝐷𝑝
)
−1.740
(
𝐶
𝑑50
)
−0.170
 
𝑘2 = 1.882𝐹0
−0.009 (
𝐶
𝐷𝑝
)
2.302
(
𝐶
𝑑50
)
−0.441
 
𝑘3 = 2.477𝐹0
−0.073 (
𝐶
𝐷𝑝
)
0.53
(
𝐶
𝑑50
)
−0.045
 
𝑆𝑡 is the scour depth at time t, 𝐷𝑝 
is the diameter of propeller. The 
equation is valid only for 
0.5<
𝐶
𝐷𝑝
<2.87 and 5.55< 𝐹0<11.1. 
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2.7 Seabed Scour for Different Type of Support Structures 
2.7.1 Support Structures of TCT 
The technological development of the horizontal type does seem more mature compared 
with the vertical type due to its high promised performance. The established commercial 
turbines of Seaflow (2003) and SeaGen (2008) are both horizontal axis marine current 
turbines. The development of tidal energy technologies includes the design of a robust 
support structure to hold the turbines safely. The support structure for horizontal axis 
turbine can be categorised into four main types as shown in Figure 2.8 (Rourke et al., 
2010). 
 
 
Figure 2.8: Different types of support structures with horizontal marine current turbines 
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(1) Gravity structure: The gravity structure is a concrete or steel structure to hold the 
turbine by its self-weight to resist overturning.  
(2) Monopile structure: The monopile structure is a large steel beam with a hollow 
section penetrating to a depth of seabed between 20 and 30 m for a soft seabed. The 
processes of predrilling, positioning and grouting are required for the seabed condition 
of hard rock.   
(3) Tripod/Piled Jacket structure: The tripod Jacket structure anchors each corner of the 
basement to the seabed by using steel piles. These steel piles are driven in between 10 
and 20 m into the seabed to hold the structure firmly. Tripod Jacket structure is a 
well-established technology in the application of oil and gas industry.  
(4) Floating structure: Floating structure is suitable for the application of deep water. 
The floating device appears at the surface of the water to hold the submerged turbine 
structure in the water. The submerged structure is locked to the mounting device at the 
seabed by using chains, wire or synthetic rope. 
2.7.2. Scour Behaviour of Different Types of Support Structures 
Rambabu et al. (2003) stated the fluid flow, geometry of foundation and seabed 
conditions are the governing factors for the seabed scouring. The characteristics of fluid 
flow include the current velocity, Reynolds number of model and Froude number of the 
flow. The abovementioned four types of foundations have different areas of contact with 
the seabed. The selection of support structures leads to different flow patterns occurring 
at the foundation of with different formation of flow-induced vortices in the vicinity of 
support structures. Different foundation geometries cause different scouring patterns. 
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The gravity structure is most susceptible to seabed scouring due to its large contact 
area with the seabed compared to the other three types of foundation. The determination 
of geometry size and seabed preparation is required to implement the gravity structure 
as the foundation of horizontal axis TCT. The monopile is less susceptible to scour 
compared to gravity structure due to its small contact area with the seabed (Rourke et al., 
2010). McDougal and Sulisz (1989) stated the floating structure gives lowest impact on 
the seabed scour due to the low area of contact between the structure base and seabed. 
However, it may have less advantage on the positioning of the turbine in harsh marine 
environment.The scour of piled jacket structure is more complicated than the other 
structures due to its footing shape (Rudolph et al., 2009). 
The seabed preparation is time-consuming and the construction process of the 
foundation is costly. The potential sites for marine current energy have fast flowing 
fluid, which may be dangerous for divers. Gravity structure may be suitable for the sites 
without excessive seabed preparation. Monopile structure can be used to replace the 
gravity structure as no seabed preparation is required prior to the installation (Rourke et 
al., 2010). The piled Jacket and floating structures are both alternatives without seabed 
preparation. The floating structure needs stable points at the seafloor, fixing the 
structure to the seabed through chains. 
The scour development around monopile structures has been studied extensively for 
the foundation of offshore wind turbine in the past few decades (Sumer, 2007; Rudolph 
et al., 2009). The application of monopile structures in TCT is suggested for both the 
cost and structural stability (Fraenkel, 2002). The first tidal turbine in the world (300kW 
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Seaflow) is supported by a monopile, which generated electricity successfully (Fraenkel, 
2007). The monopile structure is analogous to the bridge piers and piles which have 
been studied for more than a hundred years. The knowledge pool of the bridge piers and 
piles study is the references to the monopile structures of TCT. 
2.8 Scour Nature of TCT 
Neill et al. (2009) developed large grid cell (km-scale) simulations to explore the 
impacts of array turbine farm on sediment dynamics. It claimed that small amount of 
energy extracted from a site might affect the erosion and deposition pattern over a long 
distance from the point of energy extraction. The effects may up to 50 km in the case of 
the Bristol Channel. Vybulkova (2013) modified vorticity transport model to simulate 
wake and its interactions with local sediment. The results show that the flows 
downstream of the rotor affect the marine environment over scales of a few centimetres.  
Hill et al. (2014) conducted a study on the scour of an axil-flow hydrokinetic turbine 
under clear water and live-bed conditions. Results indicate that the rotor of turbine 
increases the local shear stress of sediment around the turbine. The velocity deficit in 
the wake region leads to the flow acceleration below the rotor. The local scour of the 
turbine is accelerated and expanded when compared to bridge scour. Results indicate 
that regions susceptible to scour typically persist up to 2 times turbine diameters 
downstream and up to 1.5 times turbine diameter to either side of the turbine centre 
location. Within the regions, results showed scour depths approaching 12-15% of 
turbine diameter from small scale experiment and 30-35% of turbine diameter from the 
large-scale experiments. Future work is required to investigate the temporal evolution of 
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tidal turbine scour process. It is also recommended to identify the effects of tip 
clearance on the scour rate of TCT. 
2.9 Scour Prediction of TCT 
2.9.1 Empirical Equations for Scour Prediction of Pile/Pier 
Numerous equations and relations have been proposed to estimate the scour depth of a 
pier or pile in the previous studies, as shown in Table 2.3. Neill (1973) proposed a 
simple equation in 1973 to relate the depth of scour to the diameter of penetrated 
structure to be a constant (Ks). Ks is the correction factor for pier shape, which is a 
constant depending on the shape of the penetrated structure. Neill (1973) proposed the 
correction factor Ks=1.5 for round-nose pier or circular pier and Ks =2.0 for rectangular 
pier. The study of Neill has been the foundation for the works of Richardson et al. (1975) 
at Colorado State University (CSU), Breusers et al. (1977) , Breusers and Raudkivi 
(1991), Ansari and Qadar (1994) and Richardson and Davis (2001). These researchers 
included more parameters to consider the incoming flow, water depth, bed condition and 
size of sediment to enhance the Neill’s equation. 
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Table 2.3: Summary of equations for predicting scour around piles/piers 
Existing Equations Notation 
Neill 1973 
𝑆
𝐷
= 𝐾𝑠 
S is the vertical distance between the 
maximum depth in scour hole in 
equilibrium situation and the 
surrounding undisturbed bed, D is 
pile diameter, and 𝐾𝑠 is the 
correction factor of pier shape. 
Richardson et al. 1975 CSU 
𝑆
𝐷
= 2.0𝐾𝑠𝐾𝜃(
ℎ
𝐷
)0.35𝐹𝑟
0.43 
  𝐾𝜃=(cos 𝜃 +
𝐿
𝑎
sin 𝜃)0.65 
 𝐹𝑟 =
𝑈𝑐
(𝑔ℎ)0.5
 
 
𝐾𝜃 is the correction factor for flow 
angle of attack, h is water depth,  Fr 
is the Froude number of incoming 
flow, 𝜃  is angle of flow attack, L 
is pier length, a is pier 
width/diameter, Uc is depth-averaged 
current velocity and g is 
gravitational acceleration. 
Breusers et al. 1977 
 
𝑆
𝐷
   = 1.5𝐾𝑠𝐾𝜃𝐾𝑏𝐾𝑑 tanh(
ℎ
𝐷
) 
𝐾𝑏 = 0 , 𝑖𝑓 
𝑈𝑐
𝑈𝑐𝑟
< 0.5 
𝐾𝑏 = 2 (
𝑈𝑐
𝑈𝑐𝑟
) − 1, 𝑖𝑓 0.5 ≪
𝑈𝑐
𝑈𝑐𝑟
< 1 
𝐾𝑏 = 1, 𝑖𝑓 
𝑈𝑐
𝑈𝑐𝑟
≫ 1 
 𝐾𝑏 is the correction factor for bed 
condition, 𝐾𝑑 is the correction factor 
for size of bed material (Uc is the 
depth-averaged current speed and Ucr 
is the threshold depth-averaged 
current speed. 
 
Breusers and Raudkivi 1991 
𝑆
𝐷
= 2.3𝐾𝑦𝐾𝑠𝐾𝑑𝐾𝜎𝐾𝛽 
𝐾𝑦 is the correction factor of flow 
depth, 𝐾𝑑 is the correction factor of 
pier and sediment size,  𝐾𝜎 is the 
correction factor of sediment grading 
and 𝐾𝛽 is the correction factor of 
pier alignment. 
Sumer et al.1992 
𝑆
𝐷
= 1.3{1 − exp(−𝑚(𝐾𝐶 − 6))} 
KC =
𝑈𝑚𝑇𝑤
𝐷
 
m is an empirical factor determined 
from experiments as a constant of 
0.03, KC is Keulegan-Carpenter 
number (drag force / inertia force of 
flow), Um is amplitude of the wave 
velocity variations near the bed in 
absence of pile (statistic parameter), 
T stands for wave period of 
incoming flow in second. 
Ansari and Qadar 1994  
𝑆
𝐷
= 0.86𝐷2  , 𝑤ℎ𝑒𝑟𝑒 𝐷 < 2.2𝑚 
𝑆
𝐷
= 3.06𝐷−0.6 , 𝑤ℎ𝑒𝑟𝑒 𝐷 > 2.2𝑚 
D is projected width of pier. 
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Table 2.3, continued, Summary of equations for predicting scour around piles/piers 
Melville 1997  
𝑆
𝐷
= 𝐾𝑦𝐾𝑠𝐾𝑑𝐾𝐼𝐾𝛽𝐾𝐺 
𝐾𝐼 is the correction factor of flow 
intensity, 𝐾𝐺 is the correction 
factor of channel geometry 
Richardson and Davis 2001 
𝑆
𝐷
= 2.0𝐾𝑠𝐾𝜃𝐾𝑏𝐾𝑑𝐾𝑤(
ℎ
𝐷
)0.35𝐹𝑟
0.43 
 
𝐾𝑤 is the enhance correction factor 
for pier width/pile diameter. 
Sumer and Fredsøe 2002 
𝑆
𝐷
= 1.3{1 − 𝑒𝑥𝑝(−𝐴(𝐾𝐶 − 𝐵))}   
𝑓𝑜𝑟 𝐾𝐶 ≥ 𝐵 
𝐴 = 0.03 +  
3
4
𝑈𝑐𝑤
2.6 
 
𝐵 = 6𝑒𝑥𝑝 (−4.7𝑈𝑐𝑤) 
 
𝑈𝑐𝑤 =
𝑈𝑢𝑐
𝑈𝑢𝑐 + 𝑈𝑚
 
Uuc is the undisturbed current 
velocity, and Um is the maximum 
value of the undisturbed orbital 
velocity at the sea bottom (statistic 
parameter). 
Raaijmakers and Rudolph 2008  
𝑆
𝐷
= 1.5𝐾𝑣𝐾ℎ 𝑡𝑎𝑛ℎ(
ℎ
𝐷
) 
 
𝐾ℎ = (
ℎ𝑝
ℎ
)0.67 
 
𝐾𝑣 = 1 − 𝑒𝑥𝑝(−𝐴) 
 
𝐴 = 0.012𝐾𝐶 + 0.57𝐾𝐶1.77𝑈𝑐
3.67 
 
𝐾𝑣 is correction factor accounting 
for wave action, 𝐾ℎ is correction 
factor accounting for piles that do 
not extend over the entire water 
column, ℎ𝑝 is pile height and not 
over h. 
 
Richardson et al. (1975) at Colorado State University (CSU) improved Neill’s 
equation by considering the water depth and incoming flow. The angle attack of the 
incoming flow and the water depth are both being considered in Richardson’s equation. 
Richardson’s equation proposed that the ratio of the depth of scour to the diameter of 
the pier is two times of the multiplication of four dimensionless terms. These 
dimensionless terms are term of pier geometry, term of angle attack, term of water depth 
over diameter ratio and term of Froude number of flow. 
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Breusers et al. (1977) improved the empirical equation for predicting the scour depth 
based on experimental observations with consideration of tidal flow in 1977. The bed 
conditions, size of bed sediment and water depth were included in Breusers’s equation. 
The inclusion of the bed condifreplacetions and size of sediment is important to relate 
the source of scour (incoming flow) to the area being scoured (seabed). Breusers and 
Raudkivi (1991) included the consideration of the water depth (Ky) as Richardson’s 
equation (1975) and the group of pier alignment (K). The correction factor of bed 
conditions proposed by Breusers et al. (1977) was replaced by an analogous correction 
factor, namely sediment grading (K). The correction factor of grading considers the 
seabed with various layers, which is vulnerable to be scoured, rather than only the top 
layer of bed. The consideration of sediment grading is essential at the seabed with 
non-uniform sediments. Melville (1997) proposed another analogous scour estimator 
with extra factors such as flow intensity (KI) and channel geometry (KG). 
Sumer et al. (1992) carried out the experimental investigation into scour around 
piles exposed to waves. His research suggested that the effects of particlelee wake and 
horseshoe vortex are the two crucial components related to scour process. The 
horseshoe vortex contributes to the scour in front of the structure, whereas the lee wake 
forms the vortex shedding contributing the scour at the back of the structure. The 
conditions of horseshoe vortex and lee wake depend on the Keulegan-Carpenter (KC) 
number (Sumer et al., 1992). Sumer et al. (1992) also proposed KC number can be used 
to relate to the equilibrium scour depth on live beds. KC number is a ratio of the 
amplitude of wave velocity variations and the wave period of the incoming flow to the 
diameter of a pile, as shown in Table 2.3.  
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Ansari and Qadar (1994) estimated the ultimate depth of local scour at bridge piers 
based on his empirical study of field measurements. The equation is developed based on 
the curves of the envelope from the field data with the consideration of a wide range of 
parameters. The scour depth is related to solely one parameter, which is the diameter of 
pier. The development of the equation may be transferable to produce the scour equation 
to tidal current energy. However, the sufficient scour data of TCT may be required for 
the development by using the approach of Ansari and Qadar (1994). 
Richardson and Davis (2001) proposed an enhanced equation to determine the 
ultimate scour depth for both live-bed and clear-water scours in 2001. The equation 
considers the large particle as the sediment at the seabed and the wide pier in the scour 
process. The large particle may reduce the scour depth at seabed compared with the 
small particle as sediment. For the consideration of wide piers, Richardson and Davis 
(2001) conducted the flume studies to investigate the scour depth by using wide piers in 
shallow water. The results from experimental study are compared to the field 
measurement of the scour depth at bascule piers (a type of wide pier). The enhanced 
correction factor of pier width (Kw) is proposed in addition to the correction factor of 
pier shape (Ks) in 1975 to consider the impact of wide piers to the scour depth. The Kw 
can be applied when the following conditions are matched: (1) the ratio of flow depth 
(H) to pier width/pile diameter (D) is less than 0.8; (2) the ratio of pier width to median 
diameter of bed material (d50) is greater than 50; (3) the Froude number of flow is 
subcritical. 
Sumer and Fredsøe (2001) carried out the investigation to include the influences of 
current to the ocean wave induced-scour proposed in 1992. The equation is derived 
from the experiments in the range of KC in between 5 to 30 for the live-bed condition. 
The tidal current changes with time in a day and therefore the orbital velocity (velocity 
of particles due to wave motion) is used for the equation derivation. The time-averaged 
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velocity has been used to consider the current speed in the equation. Sumer and Fredsøe 
(2001) also suggested that the depth of time-averaged current-induced scour is 1.3 times 
the diameter of the pile (S/D=1.3) with a standard deviation of 0.7. Other than that, den 
Boon et al. (2004) proposed that the maximum depth of scour around a monopile with 
sole consideration of current is 1.75D when no protective unit is used at the seabed. 
The prediction of scour depth for full water depth piles is well developed. All the 
aforementioned predictors apply to full water depth piles. However, if the pile 
height-to-diameter ratio is smaller than a critical value, the size of the horseshoe vortex 
in front of the pile will decrease with a decrease in pile height (Sumer, 2002). Therefore, 
the scour depth in front the cylinder will reduce with decrease in pile height. The 
decrease of pile height also weakens the vortex shedding behind the cylinder, which 
results in the reduction of scour depth behind the structure. More and more attention has 
been drawn to quantify the effect of pile height to scour depth. Raaijmakers and 
Rudolph (2008) proposed an equilibrium scour depth equation with considerations of 
wave action and pile height lower than the water level. The equation is applicable to 
anyone of following conditions: 1) the KC number is small; 2) the height of pier is 
lower than the water depth; 3) the pile is relatively wide compared to the water depth. 
More recently, Simons et al. (2009) presented experimental works on scour 
development around truncated cylindrical structures. Their results show that depth and 
extent of scour are largely reduced for the cylinder height less than one cylinder 
diameter compared to tests with a full water depth cylinder. Besides, their study 
demonstrated the scour depth concerning tidal flow condition. The tests indicate that 
scour is remarkably reduced with bi-directional tidal condition compared the equivalent 
unidirectional current. The flow condition at potential sites plays a crucial role for the 
scour around the support structure of TCT. 
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The previous studies demonstrated that the depth of scour for piers or piles is 
significantly influenced by the geometry of the structure, condition of incoming flow, 
seabed condition, seabed material, and water depth. These parameters will give the 
analogous impacts to the seabed scour for the TCT. The rotating rotor of the TCT 
influences the scour mechanism around the support structures, especially when the rotor 
is close to the seafloor. The rotor of the TCT becomes an additional factor for the scour 
process. The well-established knowledge on the turbine wake and ship propeller jets 
could offer a critical insight on the hydrodynamics of flow disturbed by the rotor. 
2.9.2 Applicability of Existing Models for Predicting Scour of TCT 
This section aims to identify the appropriateness of existing approaches for predicting 
scour depth around pile-supported TCT. Many empirical methods are available as 
presented in section 2.9.2. Rudolph et al. (2004) conducted a comparison between the 
existing empirical equations and the results of field study and concluded that the 
empirical equation from Breusers (1977) can be used to predict the scour depth 
effectively. 
Breusers’s equation does not include a Froude number in his expression. The 
inclusion of a Froude number is important as a determination of the nature of flow 
(Harris et al., 2010). Richardson and Davis (2001) adopted Froude number in his 
expression. Potential TCT sites have deep water. For an instance, the, the water depth of 
potential location for tidal energy extraction in Malaysia can up to 93 m (Kota Belud). 
The Froude number is quite small unlike in river. In the case of deep water, the Froude 
number may not need to be taken into consideration when comes to the prediction of 
scour depth. However, the free surface in proximity to rotor allows the water depth to 
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vary and the consideration of gravity cannot be ignored. The extraction of energy from a 
flow results in channel head drop. The head drop for a single turbine unit in a large 
channel is quite small. The effects could be aggravated in array TCT farm. A row of 
TCTs cause a significant change of water depth in the downstream as well as the 
increase of flow speed. It subsequently results in pronounced variation in Froude 
number (Bahaj et al., 2007). 
Breusers’s (1977) and Richardson and Davis’s (2001) equations have been selected 
as two of the proposed equations to develop an engineering model named scour time 
evolution predictor (STEP) to predict the development of scour evolution of offshore 
structures. In STEP, the comparison of these two empirical equations against 
experimental measurement has been made (Harris et al., 2010), as shown in Figure 2.9. 
In Figure 2.9, the variation between the empirical equations and the experimental 
measurements can be found. Harris et al. (2010) stated that the empirical scour depth 
predictors have a reasonable agreement with the experimental measurements. These 
empirical equations are a reasonable starting-point to develop a time-varying model, 
which includes the scour depth due to tide, wave and their combination. This scour time 
evolution model has been applied in the offshore wind turbine studies. 
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Figure 2.9: The comparison of predicted scour depth with measured scour depth. 
Annandale (2006) proposed an approach to estimate the potential erosion of 
complex soils by relating the stream power (river) to the soil resistance of scour. Harris 
et al. (2010) applied Annandale’s approach to the marine environment with 
modifications. Harris et al. (2010) called this modified method as Earth Materials 
approach, which can be used to assess the scour in complex marine soils. Harris’s 
approach requires information of soil properties. The seabed is a formation of soil with 
different layers, which the depth of each layer needs to be used as an input. The depth of 
each layers need to be obtained through site investigation. Richardson and Davis’s 
(2001) equation has been adopted to calculate the maximum depth of scour in the Earth 
Materials approach. 
Equations from Breusers (1977) and Richardson and Davis (2001) have been 
widely used in the prediction of scour depth. If the clearance between the rotor and 
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seabed is relatively high, the flow suppression at seabed may become insignificant. The 
consideration of rotor on the seabed scouring is therefore negligible. The equations from 
Breusers (1977), Richardson and Davis (2001) are still the best equations to date as it 
has been widely applied in offshore engineering. However, the scour process around the 
support of TCT is relatively complicated. The development of scour not only depends 
on a range of tidal, seasonal and long terms variations in currents, wave action and 
water depth at the site but also the rotating of rotor. No empirical equation to date was 
found to quantify the influence of rotors to TCT induced scour. It is suggested to include 
the effect of the rotor in the scour prediction of TCT. 
2.9.3 Computational Fluid Dynamic Software and Scour Prediction 
Despite many empirical methods for prediction of scour depth are available, 
Computational Fluid Dynamic (CFD) is getting popular due to its reduction of the cost 
and time in the simulation process. CFD can also be used to simulate a full-scale 
structure virtually without consideration of the scaling effect (Zhao et al. 2010). Olsen 
and Melaaen (1993) was the earliest simulated a three-dimensional scour hole 
development around the base of a circular pier. Roulund et al. (2005) also numerically 
simulated local scour around a vertical pile. They suggested that the 
boundary-layer-thickness-to-pile diameter ratio and the Reynolds number affected the 
horseshoe vortex and the bed shear stress. However, numerical models for scour require 
using empirical equations for sediment transport rates which are obtained from 
experiments. 
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Deltares, Wallingford and DHI developed many scour models in operation. These 
models took into account the constantly changing hydrodynamics. Nielsen and Hansen 
(2007) from DHI Water & Environment developed an engineering model named WiTuS 
(Wind Turbine Scour). Their model took into account both the constantly changing 
hydrodynamics and seabed material properties. The simulation results showed that the 
scour depth will be approximately 0.3 times of pile diameter for the condition of a larger 
wave period in the North Sea. It is significantly smaller than 1.3 times of pile diameter, 
which is the industry standard. It demonstrated that larger wave period decreases the 
scour depth considerably in a combined wave-current condition. Nielsen’s colleagues 
Dixen et al. (2012) developed tables of scour rate to predict long time span of scour 
around the foundation of the offshore wind farm. Dixen’s method can be used to predict 
the scour development at different stages. The tables of scour rate were developed based 
on the results from 3D simulations. The development of scour hole with times can be 
predicted as the flow characteristics at different times are known. The predicted results 
are in good agreement with the experimental data. The new method can also be used to 
estimate the backfilling of a scour hole for any given structure (Dixen et al., 2012; 
Sumer et al., 2012). 
Deltares implemented the software “OSCAR” for scour assessment in the tender 
phase. This software is based on the empirical-mathematical relations. On the other 
hand, Deltares developed a flexible integrated modelling feature called Delft3D. This 
modelling feature has a non-hydrostatic option linked to a Z-model approach. It has 
been successfully implemented in the process of sediment transport. Delft3D-FLOW is 
now applicable to a wide range of scour problems around the offshore structures 
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(Deltares). Zhang et al. (2015) developed a numerical model based on commercial CFD 
package FLOW-3D to simulate the current induced scour around the support of tidal 
turbine. The model is validated by comparing the numerical results with Zhao et al. 
(2010). The experiment conducted by Zhao et al. (2010) is a test of seabed scour around 
a monopile foundation. The comparison does not approve that the numerical model is 
applicable to investigate the scour induced by tidal turbine. The simulation also only 
lasts for 30 min. The scour depth does not reach equilibrium state. Investigate the scour 
depth until it is equilibrium through numerical methods usually take long time. 
OpenFOAM as an open source CFD software has been widely applied in today’s 
research and engineering work. Higuera et al. (2013) demonstrated that the OpenFOAM 
can be successfully simulating some costal engineering cases. Mulualem et al. (2013) 
developed an Immersed Body Force model via OpenFOAM to examine the 
performance of a tidal turbine. The greatest advantage of OpenFOAM is that the users 
are able to modify the source code to satisfy their respective simulation objectives. Liu 
(2008) also proposed a numerical model FOAMSCOUR through OpenFOAM. It is a 
numerical model for local scour of pile with the free surface and automatic mesh 
deformation. The free surface is modelled by VOF method while the scour process is 
modelled by moving mesh method. Liu (2008) stated that coupled simulations of flow 
with sediment transport usually take long time. Besides, Harrison et al. (2010) also 
claimed that a full model of the rotor requires mesh resolution at the blade surface to be 
sufficient to capture the boundary layer and separation. This requires a very large 
number of mesh elements and computational efforts. Modelling a rotating turbine also 
requires that the model be unsteady and the blades change position with every time step. 
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The incorporation of the rotor into scour model further increases the computational 
power. The scour mechanism of TCT is more complex than those conventional 
bridge/pile scour. A combination of physical scale model and CFD model may be 
alternative to solve the scour issue of tidal turbine in terms of time and 
cost-effectiveness at the current stage.  
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CHAPTER 3: METHODOLOGY 
3.1 Overview 
The main methodologies employed in the study are analytical approach, numerical 
simulation and physical modelling. The analytical approach is based on the established 
knowledge from ship propeller jets proposing equations for predicting lateral velocity 
distribution of the wake (Section 3.2). The numerical simulation focuses on the 
simulation of the flow field below turbine blades (Section 3.3). The experimental work 
intends to investigate the scour nature of the TCT (Section 3.4 and Section 3.5). Figure 
3.1 shows the flowchart of the overall methodology of the study.  
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3.2 Derivation of Analytical Wake Model 
3.2.1 Efflux Velocity 
The Axial momentum theory is used to derive the efflux velocity equation. Figure 3.2 
shows the TCT actuator disc model with the change of current flow pattern in one 
direction. Due to the assumption that neither the upstream nor the downstream region 
consist of any work done, the Bernoulli function is applied to the two control volumes 
on each side of the turbine rotor to produce Equations (3.1) and (3.2). Equation (3.1) 
shows the relationship between the pressures and velocities upstream of the disc. 
𝑃1 +
1
2
𝜌𝑈1
2 = 𝑃2 +
1
2
𝜌𝑈2
2                                        (3.1) 
Equation (3.2) shows the relationship between the pressures and velocities downstream 
of the turbine disc. 
𝑃3 +
1
2
𝜌𝑈3
2 = 𝑃4 +
1
2
𝜌𝑈4
2                                        (3.2) 
where ρ is the density of the fluid in kg/m3, P1, P2, P3 and P4 are the pressures in Pa, 
and U1, U2, U3 and U4 are the axial velocities in m/s at the respective locations shown in 
Figure 3.2. 
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Figure 3.2: A tidal-current turbine actuator disc model. 
The thrust is then expressed as the net sum of the forces on each side of the actuator disc 
as shown in Equation (3.3). 
𝑇 = 𝐴(𝑃2 − 𝑃3)                                                      (3.3) 
where T is the thrust, A is the area of the actuator disc, and P2 and P3 are the respective 
pressures located at the two side of the turbine disc. It is assumed that the far upstream 
and far downstream pressures are equal P1 = P4 and that the velocity across the disc 
remains the same, U2 = U3. Equation (4) is obtained by solving P2 – P3 using Equations 
(3.1), (3.2) and (3.3). 
𝑇 =
1
2
𝜌𝐴(𝑈1
2 − 𝑈4
2)                                        (3.4) 
Lam and Chen (2014) assumed that the dimensional analysis of thrust on the turbine 
disc, giving consideration to density, rotational speed and diameter, is similar to the 
dimensional analysis of thrust on the propeller disc. As a result, the deduced thrust 
coefficient equation is as shown in Equation (3.5). 
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𝐶𝑡 =
𝑇
𝜌𝑛2𝐷𝑡
4                                                      (3.5) 
where Ct is the thrust coefficient, ρ is the density of fluid in kg/m
3
, Dt is the diameter of 
the turbine disc in metres, n is the rotational speed in rev/s, and T is the thrust in 
Newtons. Equation (3.6) is obtained by equating the thrust equations, Equations (3.4) 
and (3.5), with the substitution of A by the equation of the area of a circle, (πDt
2
) /4. 
𝐶𝑡𝜌𝑛
2𝐷𝑡
4 =
1
2
𝜌 (
1
4
𝜋𝐷𝑡
2) (𝑈1
2 − 𝑈4
2)                                    (3.6) 
However, the assumption of simulating the area of the rotor disc as a circle is not 
satisfactory. The real cross section area of a tidal turbine is rather smaller than the circle. 
The tidal turbines operate at lower speed compare to ship propellers. In order to 
eliminate the flaws of the term “A” and rotational speed “n” in the derivation, the 
authors applied the thrust coefficient of the turbine as Equation (3.7): 
𝐶𝑡 =
𝑇
1
2
𝜌𝐴𝑈2
                                                          (3.7) 
Equation (3.8) is obtained by equating the thrust equations, Equations (3.4) and (3.7), 
with the substitution of U by the upstream velocity U1. 
1
2
𝐶𝑡𝜌𝐴𝑈1
2 =
1
2
𝜌𝐴(𝑈1
2 − 𝑈4
2)                                        (3.8) 
Equation (3.8) is rearranged to obtain Equation (3.9). 
𝑈4 = √𝑈1
2 − 𝑈1
2𝐶𝑡                           (3.9) 
Taking the efflux velocity as V0 and the free stream velocity as V∞, substituting into 
Equation (3.9) produces Equation (3.10). 
𝑉0 = 𝑉∞√1 − 𝐶𝑡                                        (3.10) 
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3.2.2 Wake velocity distribution 
The Albertson et al. (1950) applied the axial momentum theory and used a plain water 
jet to study the velocity distribution within the jet. According to the Gaussian 
probability distribution and the research work conducted by Albertson et al. (1950), 
Lam and Chen (2014) proposed Equation (3.11) which could be applied to predict the 
wake velocity distribution behind the TCT. 
𝑉𝑥,𝑟 = 𝑉∞ − (𝑉∞ − 𝑉𝑚𝑖𝑛)𝑒
[−((𝑟+0.081𝑥−(𝐷𝑡/2))
2
/(2(0.081𝑥)2))]
                   (3.11) 
 
Berger et al. (1981) highlighted the presence of hub so that the flow pattern along the 
ration axis of a ship propeller jet is different from a plain water jet. Hamill (1987) 
realised the assumption of the plain water jet that the maximum axial velocity at any 
lateral section occurs at the rotation axis cannot be right. He refined Albertson’s (1950) 
work and suggested two equations (Equations 3.12 and 3.13) to estimate the lateral 
distribution at cross sections within the zone of flow establishment. 
𝑉𝑥,𝑟
𝑉𝑚𝑎𝑥
= 𝑒[−(1 2⁄ )((𝑟−𝑅𝑚𝑜)/(𝑅𝑚𝑜 2⁄ ))
2]                                       (3.12) 
Equation (3.12) was applicable to distances up to 0.5Dt downstream of the propeller. 
The distribution of axial velocity for the remainder in the zone of flow establishment 
can be determined using Equation (3.13). 
𝑉𝑥,𝑟
𝑉𝑚𝑎𝑥
= 𝑒[−(1 2⁄ )((𝑟−𝑅𝑚𝑜)/((𝑅𝑚𝑜 2⁄ )+0.075(𝑥−𝑅𝑡)))
2]                             (3.13) 
The turbine wake’s lateral velocity distribution equation was derived by referring to the 
research work carried out by Hamill et al. (1987). For the turbine disc, the velocity 
deficit occurred behind the turbine. The minimum axial velocity, Vmin, was considered 
and was included in Equations (3.12) and (3.13) to form Equations (3.14). 
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𝑉𝑥,𝑟 =  𝑉∞ − (𝑉∞ − 𝑉𝑚𝑖𝑛)𝑒
𝐴                                            (3.14) 
 
when x ≤ 0.5𝐷𝑡  
A = [−0.5((𝑟 − 𝑅𝑚𝑜) (
𝑅𝑚𝑜
2
))2]⁄                                         (3.15) 
 
when x > 0.5𝐷𝑡 
A = [−0.5((𝑟 − 𝑅𝑚𝑜) ((
𝑅𝑚𝑜
2
) + 0.075(𝑥 − 𝑅𝑡)))
2]⁄                              (3.16) 
where V∞ is the free stream velocity, Vmin is the minimum velocity, Rt is the radius of the 
turbine disc, Dt is the diameter of the turbine disc, x is axial distance, r is the radial 
distance. Rmo is defined as the location of efflux velocity from the rotational axis. 
Lam and Chen (2014) described that the efflux velocity of a turbine is the minimum 
velocity taken from a time-averaged velocity distribution along the initial turbine face. 
Equation (3.13) was used to predict the velocity distribution of a ship’s propeller jet 
within the zone of flow establishment. The equation may be invalid for the prediction of 
wake profile at the region further downstream. The experimental results from Maganga 
et al. (2010) showed that the minimum velocity will locate at the rotational axis at 
region x/Dt>3.0. Equation (3.6) is initially rearranged as Equations (3.17): 
 
when 0.5𝐷𝑡 < x ≤ 3.0𝐷𝑡 
A = [−0.5((𝑟 − 𝑅𝑚𝑜) ((
𝑅𝑚𝑜
2⁄ ) + 0.075(𝑥 − 𝑅𝑡)))
2]⁄                       (3.17)  
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It is assumed that the minimum velocity took place at rotational axis as many studies of 
wake characterisation (Maganga et al., 2010; Pinon et al., 2012; Jo et al., 2014) showed 
the fact particularly at the region x/Dt>3.0. The term “Rmo” in Equation (3.16) is zero to 
produce Equation (3.18): 
when x > 3.0𝐷𝑡  
A = [−0.5(𝑟 (0.075(𝑥 − 𝑅𝑡)))
2]⁄                                               (3.18) 
3.2.3 Position of Efflux Velocity 
Lam et al. (2011) reviewed the equations used to predict the position of efflux velocity 
with a ship’s propeller jet. Berger et al. (1981) suggested that the location of maximum 
axial velocity at the efflux plane can be predicted by the following equation: 
Rmo=0.67 (Rp-Rh)                                                    (3.19) 
where Rp is the radius of the propeller and Rh is the radius of the propeller hub. Prosser 
(1986) further investigated the position of efflux velocity and suggested that the 
maximum axial velocity in the jet took place at approximately 60% of the blade radius 
from the hub. Hamill et al. (2004) proposed that the maximum axial velocity occurred at 
about 0.7(Rp-Rh). The above equations used to predict the position of efflux velocity 
within a ship’s propeller jet are being used to predict the location of efflux velocity (Vmin) 
at efflux plane of the tidal turbine’s wake.  
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3.2.4 Recovery of Minimum Axial Velocity 
The prediction of lateral velocity behind tidal turbines is based on predicting the 
minimum velocity at various sections. Once the minimum velocity at a certain 
cross-section is attained, the lateral distribution at the plane can be approximated using 
the developed equations. The minimum velocity at various sections is not constant. It 
changes along the downstream as the water in the wake region mixes with ambient 
fluids. An empirical equation is derived from the experimental data of Maganga et al. 
(2010) to provide a useful method to predict the recovery rate of minimum velocity at 
downstream of the turbine wake. The recovery of minimum velocity at downstream of 
the turbine wake from Maganga et al. (2010) is shown in Figure 3.3 
 
Figure 3.3: Dimensionless minimum axial velocity recovery of turbine wake (TI=8%).  
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A linear relationship between Vmin/Vo and x/Dt with correlation coefficient 
R
2
=0.993 is proposed to predict minimum velocity from efflux plane x/Dt=0. 
𝑉𝑚𝑖𝑛
𝑉𝑜
⁄ = 0.0927 (𝑥 𝐷𝑡⁄
) + 0.993                                      (3.20) 
Equation (3.20) can be used to predict the minimum velocity along the downstream 
of turbine wake when the ambient turbulence intensity is approximately 8%. The 
obtained minimum velocity at each lateral section is an initial input to estimate the 
lateral velocity distribution. 
3.2.4.1 Influence of Turbulence Intensity 
The turbulence intensity (TI) is not a globe constant, or even a geographical site 
constant. According to Mac Enri et al. (2013) presented that the turbulence intensity 
varies from 3.2% to 7.1% depending on the mean velocity, edd and flood or neap and 
spring tides. Therefore, the analytical wake model aims to predict wake velocity under 
various ambient turbulent intensity (TI=3%, 5%, 8% and15%). The turbulence intensity 
is commonly occurred in the real site. Figure 3.4 presented the dimensionless minimum 
axial velocity recovery under low turbulence condition (TI=3%). The recovery rate is 
rather slow in the near wake region (x/Dt<4). The recovery of minimum axial velocity is 
getting faster in the region x/Dt>4. It may be due to lack of mixing under the low 
turbulence intensity. Empirical equations are proposed to predict the minimum axial 
velocity at each lateral section under low turbulence conditions (TI=3%). 
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Figure 3.4: Dimensionless minimum axial velocity recovery of turbine wake 
(TI=3%) 
0 < 𝑥 𝐷𝑡⁄
≤ 4 
𝑉𝑚𝑖𝑛
𝑉𝑜
⁄ = 0.0106 (𝑥 𝐷𝑡⁄
) + 1.0351                                     (3.21) 
𝑥
𝐷𝑡⁄
> 4 
𝑉𝑚𝑖𝑛
𝑉𝑜
⁄ = 0.1123 (𝑥 𝐷𝑡⁄
) + 0.5826                                     (3.22) 
Figure 3.5 illustrated the dimensionless minimum axial velocity recovery under 
ambient turbulence intensity TI=15%. The ambient turbulence is high so that the water 
in the wake region has strong mixing with ambient fluids. The recovery rate in the near 
wake region is much faster than that of the previous two conditions. Empirical 
equations are proposed to predict the decay of minimum axial velocity as follows: 
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0 < 𝑥 𝐷𝑡⁄
≤ 4 
𝑉𝑚𝑖𝑛
𝑉𝑜
⁄ = 0.1505 (𝑥 𝐷𝑡⁄
) + 0.8597                                     (3.23) 
𝑥
𝐷𝑡⁄
> 4 
𝑉𝑚𝑖𝑛
𝑉𝑜
⁄ = 0.0372 (𝑥 𝐷𝑡⁄
) + 1.4085                                     (3.24) 
 
Figure 3.5: Dimensionless minimum axial velocity recovery of turbine wake 
(TI=15%)  
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3.3 Numerical Simulation 
3.3.1 OpenFOAM 
The OpenFOAM toolbox is a free, open source CFD software package produced by 
OpenCFD Ltd (OpenFOAM, 2015). The CFD package should be able to provide a 
reliable prediction of the velocity field around the rotor discs of tidal turbines and able 
to recreate the turbine geometry similar to the prototype. The OpenFOAM users are able 
to modify the source code to satisfy their respective simulation objectives. It is a great 
advantage which makes many challenging simulations of engineering issues achievable. 
The solver employed in the current study is so called pimpleDyMFoam. It is a transient 
solver for incompressible, flow of Newtonian fluids on a moving mesh. The solving 
algorithm is PIMPLE, as it is a new algorithm merged from PISO (pressure implicit 
with a splitting of operators) and SIMPLE (semi-implicit method for pressure linked 
equations) algorithms (Higuera et al., 2013). The “DyM” in pimpleDyMFoam stands 
for dynamic meshes. Hence, it is capable of simulating the rotating movement of turbine 
rotors. It also can simulate the dynamic mesh refinement along the surface of the turbine 
blades. 
3.3.2 Governing Equations 
The governing equations for the fluid are the RANS equations. The details of the 
equations can be found in the OpenFOAM source code. The equations are solved in 
ensemble-averaged form, including appropriate models for the effect of turbulence 
(OpenFOAM, 2015). The turbulence in the fluid is estimated by the standard 𝑘 − 𝜀 
turbulence model (Launder and Spalding, 1972). It is a well-established turbulence 
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model. The two equations allow the turbulent velocity and length scales to be 
independently determined. This model is semi-empirical and solved flows based on the 
assumption that the rate of production and dissipation of turbulent flows are in 
near-balance in energy transfer. The dissipation of the energy, ε can be expressed as 
Eq. (3.25): 
ε =
𝑘3/2
𝑙
                            (3.25) 
where k represents the kinetic energy of the flow and l is the length scale involved. This 
is related to the turbulent viscosity, 𝜇𝑡 based on the Prandtl Mixing length model as 
Equation. (3.26). 
𝜇𝑡 = 𝜌𝐶𝜇
𝑘2
𝜀
                           (3.26) 
where 𝐶𝜇 is an empirical constant and 𝜌 is the density of the flow. The standard 
k − ε model uses the following transport equations for 𝑘 and 𝜀 (Equations (3.27) and 
(3.28)). 
 
𝜕(𝜌𝑘)
𝜕𝑡
 + div (𝜌𝑘𝒖)= div[
𝜇𝑡
𝜎𝑘
𝑔𝑟𝑎𝑑(𝑘)]+2𝜇𝑡𝐸𝑖𝑗𝐸𝑖𝑗 − 𝜌𝜀               (3.27) 
 
and the 𝜀 equation as 
 
𝜕(𝜌𝑘)
𝜕𝑡
 + div (𝜌𝜀𝒖)= div[
𝜇𝑡
𝜎𝜀
𝑔𝑟𝑎𝑑(𝜀)]+ 𝐶1𝜀
𝜀
𝑘
2𝜇𝑡𝐸𝑖𝑗𝐸𝑖𝑗 − 𝐶2𝜀𝜌
𝜀2
𝑘
       (3.28) 
 
 
where 𝐸𝑖𝑗 is the mean rate of deformation of a fluid element in a turbulent flow 
(Versteeg and Malalasekera, 1995). 
 
Transient term Convection term Diffusion term Production term Destruction term 
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The 𝑘  and 𝜀  equations are developed by inserting them into the transport 
equations. The transport equation has the transient term, convection term, diffusion term, 
production term and destruction term. The production term in the k equation is to 
transfer the energy from the mean flow to the turbulence whereas the destructive term is 
responsible for the dissipation of energy, into heat due to the viscous nature of the flow. 
The constants in the equations have been given after a wide range of examinations for 
turbulent flows, where 𝐶𝜇=0.09; 𝐶1𝜀 = 1.44;𝐶2𝜀 = 1.92 𝜎𝑘 = 1.00; 𝜎𝜀=1.30. 
3.3.3 Geometry Creation 
The blade geometry of turbine was generated based on the IFREMER-LOMC 
configuration as shown in Pinon et al. (2012). The origins of the turbine blade were 
from Tidal Generation Limited. Table 3.1 shows the IFREMER-LOMC configuration 
of the turbine blade. The turbine blades were designed according to a NACA 63418 
profile which has been widely used. The duplication of the turbine blade was done by 
using the open source software SALOME. The turbine geometry was created in stereo 
lithography (STL) format and imported to OpenFOAM. Figure 3.6 shows the turbine 
geometries with different number of blades.  
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Table 3.1: General blades geometry description for IFREMER-LOMC configuration 
Description IFREMER-LOMC 
Rotor radius (Rt) 350mm 
Hub radius 46mm 
Hub length 720mm 
Pitch (set angle) 0
o
 
TSR (Tip Speed Ratio) 3.67 
Sense of rotation Anti-clockwise 
Reynolds number ≈280,000 
 
 
Figure 3.6: The geometry of turbines with different blade numbers.  
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3.3.4 Boundary and Initial Conditions 
Parameters have to be determined before the setting of the boundary and initial 
conditions. The Tip Speed Ratio (TSR) is one of the parameters and defined as: 
                               𝑇𝑆𝑅 =
Ф𝑅𝑡
𝑉∞
                         (3.29) 
where Rt is the turbine radius in meter, Ф is the rotational speed in radian per second 
and V∞ is the upstream current velocity in meter per second. The TSR for 
IFREMER-LOMC case equals to 3.67. According to the radius of the turbine and inlet 
flow velocity 0.8 m/s, it is known that the turbine rotates at a constant speed of 480 
deg/s. 
 A seabed was virtually created and was modelled using the no-slip boundary 
condition. The no-slip seabed condition allows the viscous effects of seabed faces and 
lead to the formation of a boundary layer. The setting of no-slip condition at the bottom 
wall is due to such a fact that a boundary layer occurs at the seabed in real world case. 
In addition, the free surface interface between the water and air was not included in the 
numerical model in order to reduce the computational time. The sliding mesh modelling 
technique was used in the simulation case. The Arbitrary Mesh Interface (AMI) was 
applied between the rotor and stator sub-domains. AMI is a technique that allows the 
numerical simulation across disconnected mesh domains in adjacent region. The 
domains can be stationary or move relative to one another (OpenFOAM, 2015). The 
external boundary conditions are tabulated in Table 3.2. The dimensions of the 
computational domain are 2.86Dt and 2.86Dt, 3.00Dt in the x-, y- and z-directions, 
respectively (see Figure 3.7). The flow direction is from –x to x. 
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Table 3.2: Boundary condition of domain 
Designation Description Boundary condition 
AA1BB1 Inlet fixedValue 
AA1DD1 Side wall No slip (fixed wall) 
DD1EE1 Outlet inletOutlet 
BB1EE1 Side wall No slip (fixed wall) 
ABDE Top wall No slip (fixed wall) 
A1B1D1E1 Bottom wall No slip (fixed wall) 
G Turbine AMI 
 
 
Figure 3.7: The computational domain.  
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3.3.5 Meshing 
The meshing of the rotor and stator domain was done by executing the SnappyHexMesh 
utility code. The snappyHexMesh utility generates 3-D meshes containing hexahedra 
(hex) and split-hexahedra (split-hex) automatically from triangulated surface geometries 
in STL format. The mesh approximately conforms to the surface by iteratively refining 
a starting mesh and morphing the resulting split-hex mesh to the surface (OpenFOAM, 
2015). The rotor mesh density is higher than the stator mesh density to produce a better 
texture of the turbine blade surface during meshing. The validity of the mesh has been 
checked through commanding the utility “checkMesh”. The output reported the mesh 
quality is satisfactory. The slice section of the mesh is shown in Figure 3.8. 
 
Figure 3.8: Slice section of the mesh domain along the X-axis direction  
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3.4 Experiment Set-up for Scour Test 
A series of clear water scour tests have been performed in the Hydraulic Laboratory of 
University of Malaya, Malaysia. The flume is 16 m long and 1 m wide, built with 
transparent glass wall for flow visualization (See Figure 3.9). The turbine positioned 5 
m downstream of the channel origin (x=0 m). The incoming flow was conditioned using 
a porous mattress to break the turbulence structures created from the pump and supply 
pipes, therefore offering uniform flow for the test section. The turbine support tower and 
nacelle were made from PVC pipe. The turbine rotor was fabricated by rapid 
prototyping using ABS material. The turbine was outfitted with a miniature DC motor 
for voltage measurements. Reasonable tip speed ratios were maintained by the internal 
resistance of the device. The flow depth was maintained by the tailgate, while the water 
was supplied by three pumps. 
 
 
Figure 3.9: Tilting flume in Hydraulic Laboratory, University of Malaya 
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The turbine model used during the experimental testes was a three bladed axis flow 
turbine with rotor diameter Dt = 0.2 m. The diameter of the turbine support tower was 
0.02 m. The flow depth 0.45 m was maintained by adjusting the tailgate at the end of 
flume. The approaching velocity 0.23 m/s was also maintained constantly during the 
experiments. The velocity of the incoming flow is monitored by the 2D mini LDV 
system (See Figure 3.10). At 1:70
th
 geometric scaling the experiments in the scour 
investigation represents a 14 m diameter turbine in water depth of 31.5 m and applying 
Froude similitude, a mean velocity of 1.92 m/s. The experimental scaling issue of tidal 
turbine has been highlighted by Harrison et al. (2010) and Myers and Bahaj (2010). 
High Froude numbers often take place in laboratory that may lead to alteration of water 
surface. Froude similarity is normally maintained between model system and prototype. 
Myers and Bahaj (2010) also stated that discrepancy in Reynolds numbers between 
prototype and model is acceptable for the scaling of hydraulic channels under the 
following two conditions: 1) Froude similarity is maintained; 2) both full-scale and 
model Reynolds numbers are within the same turbulent region. 
A sediment recess 0.1 m deep, 5.0 m long and 1.0 m wide was constructed inside 
the flume. Before commencement of each experiment, the sediment was first levelled 
using a sand leveller. The turbine position and test section were selected to be within an 
area where the flow and the underlying bed topography were sufficiently far from inlet 
and outlet of the flume. During the tests, the TCT was embedded in the middle of the 
bed sediment recess. The flume was slowly filled with water from both upstream and 
downstream pipes at a low rate. It prevents the disturbance of the levelled sand bed. 
Once the predetermined water depth was reached, the pump will be on and the 
experimental run was started by adjusting the flow rate at the inlet. 
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The water was carefully drained off from the flume at the end of each test to 
prohibit the disturbance to the scour profiles. The scour profiles around the 
pile-supported TCT are measured by a laser distance meter with an accuracy of 0.1 mm. 
The laser distance meter measured the bed elevation for each 1 cm in length and 1 cm in 
width. The detailed parameters of the experiments are presented in Table 3.3. 
 
Figure 3.10: mini LDV measurement system 
The geometric standard deviation was calculated from 𝜎𝑔= (d84/d16)
0.5
 = 1.3 which 
is smaller than 1.4. It is indicating that the sand was uniformly graded (Barkdoll et al. 
2007). The flow depth was also set to ensure approach section the incoming flow 
velocity at the approach section (uf) was below the critical incipient velocity (ucr) 
(uf<ucr=0.032 m/s, for the sand bed-material of d50=1.0 mm) based on the Shield curve 
(Wu and Wang, 1999). Figure 3.11 presents a schematic diagram of the test section, 
turbine and instrumentation used during the experimental tests. Figure 3.12 illustrates 
the photo of turbine model and flume. 
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Table 3.3: Turbine, flow flume and sediment parameter used during the experiment 
Variable Value 
Turbine parameters 
Dt (m) 0.2 
Hydrofoil NACA 63418 
Hub length (m) 0.1 
C/Dt 0.25, 0.50, 0.75 
TSR 4.2 
Flow, flume and sediment parameters 
H (m) 0.45 
Qw (m
3
/s) 0.117 
b (m) 1.0 
𝛿 (%) 7 
Fr 0.11 
Rb 1.04 x 10
5
 
RT 4.6 x 10
4
 
V (m/s) 0.23 
ucr (m/s) 0.032 
d50 (mm) 1.0 
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Figure 3.11: Schematic view of scour experiment 
 
 
Figure 3.12: Photo of turbine model (Dt = 0.2 m) and flume  
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CHAPTER 4: RESULTS AND DISCUSSION 
 
4.1 Overview 
This chapter documents the results and relevant discussion of the study. Section 4.2 
shows the validation of the proposed model. Despite the direct comparison of predicted 
velocity with experimental data, a goodness of fit test is also conducted to testify the 
level of accuracy of the proposed model. Section 4.3 documents the characterization of 
the flow below turbine rotor. Axial, radial and tangential component of velocity below 
the turbine rotor are illustrated. Section 4.4 presents the scour evolution and profile 
around the support structure of tidal current turbine. 
 
4.2 Wake Prediction 
4.2.1 Position of Efflux Velocity 
The experimental results from Maganga et al. (2010), Pinon et al. (2012) and Mycek et 
al. (2014) are used for the validation of the proposed wake model. The turbine 
incorporated in their experiments is based on NACA 63418 and the general geometrical 
properties of the turbine are shown in Table 4.1. The calculated locations of minimum 
velocities (Rmo) in the turbine wake are tabulated in Table 4.2. The Rmo was initially 
assumed to be 0.2.  
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Table 4.1: General geometric properties of turbine 
Rotor diameter  350 mm 
Radius of hub 46 mm 
Number of blades  3 
Position of rotor relative to flume tank Upstream 
Pitch angle (degree) 0 
 
Table 4.2: Position of efflux velocity 
Equation Rmo 
Berger et al. (1987), Rmo=0.67 (R-Rh) 0.20 
Prosser (1986), Rmo=0.6R 0.21 
Hamill et al. (2004), Rmo=0.7 (R-Rh) 0.21 
 
4.2.2 Comparison of Results with Previous Model and Experimental Data 
The study conducted by Maganga et al. (2010) has been chosen to further testify the 
validity of the proposed wake model. The previous proposed analytical equation by the 
Lam and Chen (2014) has also been incorporated in the comparison. Figure 4.1 (a-f) 
illustrates the comparison of experimental measurements and the theoretical predictions 
by the authors. The experimental work conducted by Maganga et al. (2010) suggested 
the wake profiles have two dips at x/Dt=1.0 and x/Dt=2.0. 
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  a. x/Dt=1.0 
 
  b. x/Dt=2.0 
Figure 4.1: Validation of the proposed analytical wake model: (a) x/Dt=1.0; (b) x/Dt=2.0; 
(c) x/Dt=3.0; (d) x/Dt=5.0; (e) x/Dt=7.0 and (f) x/Dt=9.0 
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    c. x/Dt=3.0 
 
   d. x/Dt=5.0 
Figure 4.1, continued. 
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   e. x/Dt=7.0 
 
f. x/Dt=9.0 
Figure 4.1, continued. 
 
 
 
-3.0
-2.0
-1.0
0.0
1.0
2.0
3.0
0.0 0.2 0.4 0.6 0.8 1.0 1.2
r/
R
t 
Va/V 
Exp. Data
Proposed Eq.
Lam and Chen (2014） 
-3.0
-2.0
-1.0
0.0
1.0
2.0
3.0
0.0 0.2 0.4 0.6 0.8 1.0 1.2
r/
R
t 
 Va/V 
Exp. Data
Proposed Eq.
Lam and Chen (2014） 
72 
 
Lam and Chen (2014) discussed this issue based on the experience of ship propeller 
jets. The influence of the hub disappears gradually along the longitudinal axis due to 
penetration of high velocity fluid into low velocity central core. The fluids in the ship 
propeller jet are mixing with the surrounding water both inwardly and outwardly along 
the rotational axis (Lam et al., 2011). The fluids only mix outwardly at a certain 
distance downstream where the ship propeller jet is fully expanded. There is only one 
maximum velocity peak located at the axis of rotation in the zone of established flow 
(Lam et al., 2011). The dips in the turbine wake also disappear gradually along the 
longitudinal axis. There is only one minimum velocity located at the rotational axis at 
further downstream of wake region. 
It was noticed that the new theoretical predicted curve at x/Dt=1.0, x/Dt=2.0 and 
x/Dt=3.0 fits the measured curve principally. The region of r/Rt=1.2 to 3.0 and -1.2 to 
-3.0 showed some discrepancies between the new theoretical and experimental values of 
mean streamwise velocity. The largest variation of the theoretical mean streamwise 
velocity of this region was approximately 8% compared with experimental results. The 
variation in percentage is calculated by applying the formula shown in Equation (4.1). 
 
𝑉𝑎𝑟𝑖𝑎𝑡𝑖𝑜𝑛 (%) =  
𝐸𝑥𝑝𝑒𝑟𝑖𝑚𝑒𝑛𝑡𝑎𝑙 𝑚𝑒𝑎𝑠𝑢𝑟𝑒𝑚𝑒𝑛𝑡−𝑇ℎ𝑒𝑜𝑟𝑒𝑡𝑖𝑐𝑎𝑙 𝑝𝑟𝑒𝑑𝑖𝑐𝑡𝑖𝑜𝑛
𝐸𝑥𝑝𝑒𝑟𝑖𝑚𝑒𝑛𝑡𝑎𝑙 𝑚𝑒𝑎𝑠𝑢𝑟𝑒𝑚𝑒𝑛𝑡
× 100%         (4.1) 
 
This discrepancy might be due to the effect of the free surface. The water surface in 
the experimental flume may have fluctuation. The support structure of the turbine may 
be another contributor to the variation. The comparison of experimental results and 
theoretical predictions at the rotational axis also showed inconformity. The 
disagreement at the rotational axis at x/Dt=1.0 is high, which is approximately 25%. The 
high discrepancy at this region might be due to the hub. The length of the hub is 
equivalent to one diameter of the turbine. The predictions of the new analytical equation 
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and experimental data have a good agreement at the rotational axis at x/Dt=2.0 and 
x/Dt=3.0. 
The newly proposed Equation (3.14) has an advantage over the equation suggested 
by Lam and Chen (2014). The derivation of the equation from Lam and Chen (2014) is 
based on the axial momentum theory and plain water jet. In reality, the velocity 
characteristic of a ship’s propeller jet is more complicated than a plain water jet. The 
dips appearing in the figures were therefore not able to be predicted by the equation 
proposed by Lam and Chen (2014). The minimum velocities uniformed the velocities in 
the region from r/Rt=-0.8 to 0.8 in Figures 4.1(a)-4.1(c). The new analytical wake model 
is a refinement of the previous equations. It is able to predict the lateral velocity 
distribution behind tidal current turbine with the appearance of dips in the near wake 
region. 
Figure 4.1(e)-4.1(f) illustrate the properties of the lateral velocity distribution at 5.0 
Dt, 7.0 Dt and 9.0 Dt downstream, respectively. The wakes are fully expanded and there 
is only one minimum velocity located at the axis of rotation. The experimental 
measurements of the wake profiles at downstream distances of 5 Dt, 7.0 Dt and 9.0 Dt 
produce a classical Gaussian distribution shape. The new wake model is also able to 
predict the velocity distribution at these locations. The new theoretically predicted curve 
at the lateral distance x/Dt =5.0 fits the experimental measurement curve well. It has 
better predictions compared to the previous equations proposed by Lam and Chen 
(2014). The prediction at the region from r/Rt=0 to r/Rt=-1.0 nearly overlaps with 
experimental data. The largest variation in mean stream wise velocity between the 
experimental results and the theoretical predictions is approximately 7%, which is 2% 
less than the equation proposed by Lam and Chen (2014). The prediction of lateral 
velocity distribution at x/Dt =7.0 and x/Dt =9.0 has equal performance as the previously 
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proposed equation. No evident deviation is observed among the two theoretical 
predictions. 
4.2.3 Influence of Turbulence Intensity 
4.2.3.1 Turbulence Intensity (TI=3%and 5%) 
The experimental results from Mycek et al. (2014) have been chosen to testify the 
applicability of the proposed equation under ambient turbulence intensity (TI=3%). 
Wake growth rate c was introduced and is replacing the constant 0.075 in Equation 
(3.16). Figure 4.2 demonstrates the comparison of predicted wake profile with 
experimental results under turbulence intensity of 3%. The wake growth rate c=0.065 is 
suggested to fit the experimental data. The experimental conducted by Pinon et al. 
(2012) which with 5% ambient turbulence intensity also incorporated in the comparison. 
The wake shape of the experimental results under TI=3% and TI=5% have similar 
manner. The variation of these two turbulence levels is not significant. Another possible 
explanation for this phenomenon is that the ratio of the ambient turbulence intensity to 
the turbulence added by the tidal turbine itself is small. It is, therefore, the incoming 
turbulence does not result in many differences in the mixing process. The predicted 
lateral velocity distributions are in acceptable agreement with experimental results. The 
major discrepancy occurred at the rotational axis at x/Dt =1.2, x/Dt =2.0 and x/Dt =3.0. It 
might be due to the flow disturbance caused by the hub. 
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a. x/Dt=1.2 
 
b. x/Dt=2.0 
Figure 4.2: Comparison of the wake shape between experimental (TI=3%) and 
predicted values: (a) x/Dt=1.2; (b) x/Dt=2.0; (c) x/Dt =3.0; (d) x/Dt =4.0; (e) x/Dt =5.0; (f) 
x/Dt =6.0; (g) x/Dt =7.0 and (h) x/Dt =8.0. 
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c. x/Dt=3.0 
 
d. x/Dt=4.0 
Figure 4.2, continued 
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e. x/Dt=5.0 
 
f. x/Dt=6.0 
Figure 4.2, continued. 
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    g. x/Dt=7.0 
 
  h. x/Dt=8.0 
Figure 4.2, continued.  
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4.2.3.2 High Turbulence Intensity (TI=15%) 
Figure 4.3 demonstrates the comparison of predicted wake profile with high ambient 
turbulence intensity (TI=15%). The experimental data of velocity distribution at these 
locations have not shown the appearance of two dips. The two dips merged as one dip at 
the region near to the rotational axis. The strong mixing of the wake with ambient fluids 
results in the earlier disappearance of two dips. Equation (3.14) and (3.18) are used to 
predict the wake profile at high turbulence level. The proposed curve shows 
discrepancies at x/Dt=1.2, x/Dt=2.0 and x/Dt=3.0. It overestimates the velocity from 
r/Rt=0 to r/Rt=1.0. The water in the wake region has strong mixing with ambient fluids. 
The water is highly turbulent and the properties are not feasible to be measured. 
Numerical technique is recommended to capture the disappearance of two dips at high 
ambient turbulence intensity. However, the predicted wake shapes are in line with the 
velocity distribution at far wake region under TI=15% (x/Dt =4.0, 5.0, 6.0, 7.0 and 8.0). 
The wake recovers rapidly at this turbulence level and the mixing in the far wake region 
tends to be weaker. 
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a. x/Dt =1.2 
 
b. x/Dt =2.0 
Figure 4.3: Comparison of the wake shape between experimental (TI=15%) and 
predicted values: (a) x/Dt =1.2; (b) x/Dt =2.0; (c) x/Dt =3.0; (d) x/Dt =4.0; (e) x/Dt =5.0; 
(f) x/Dt =6.0; (g) x/Dt =7.0 and (h) x/Dt =8.0 
-3.0
-2.0
-1.0
0.0
1.0
2.0
3.0
0.0 0.2 0.4 0.6 0.8 1.0 1.2
r/
R
t 
Va/V 
TI=15%,TSR=3.67
Predicted (c=0.095)
-3.0
-2.0
-1.0
0.0
1.0
2.0
3.0
0.0 0.2 0.4 0.6 0.8 1.0 1.2
r/
R
t 
Va/V 
TI=15%,TSR=3.67
Predicted (c=0.095)
81 
 
 
c. x/Dt =3.0 
 
d. x/Dt =4.0 
Figure 4.3, continued. 
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 e. x/Dt =5.0 
 
 f. x/Dt =6.0 
Figure 4.3, continued. 
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g. x/Dt =7.0 
 
h. x/Dt =8.0 
Figure 4.3, continued. 
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4.2.4 Proposed Schematic Diagram of Turbine Wake 
Hamill (1987) proposed a schematic diagram of a ship propeller jet as shown in Chapter 
2 (See Figure 2.6). The preceding discussion indicated that the flow behaviour of 
turbine wake has similarities with ship propeller jets. The study depicts a schematic 
view of tidal turbine wake. The regions with a turbine wake can also be categorized into 
the same zones as a ship propeller jet (See Figure 4.4). The zone of flow establishment 
lies close to the turbine face and velocity within the zone has two-dip ridges. The 
presence of hub at the centre of turbine results in the wake has a high-velocity core 
along the axis of rotation within the zone of flow establishment. At first, the fluid is 
mixing with the surrounding water both inwardly and outwardly along the axis of 
rotation. The length of the zone of flow establishment depends on the ambient 
turbulence intensity. The zone of established flow is following the zone of flow 
establishment. In this region, the flow only mix outwardly and it has only one minimum 
velocity dip located at the rotational axis. 
 
Figure 4.4: Schematic view of turbine wake (proposed) 
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The proposed wake model has an acceptable agreement with the experimental 
results at various ambient turbulence intensities. The new wake model also predicts the 
wake shape with appearance of two dips at near wake region. The experimental results 
from Maganga et al. (2010), Pinon et al. (2012) and Mycek et al. (2014) also showed 
the appearance of two dips in the wake. The experimental results of wake properties at 
high ambient turbulence level (15%) do not indicate the appearance of two dips (see 
Figure 4.3). The higher turbulence intensity results in the earlier merging of two dips. 
The wake deficit behind turbine rotor may cause suspended sediment in the water 
to fall down. The concentration of suspended sediment between rotor and seabed may 
increase. Consequently, it may affect the bed load and the scour process around the 
support of TCT will be affected. The velocity deficit in the wake region also leads to the 
flow acceleration below the rotor. Hill et al. (2014) believed that the transition point 
between the scour hole and the deposited sand dune may suggest a relationship between 
the wake of the tidal turbine and the sand bed surface. The wake velocity at lateral 
sections along downstream shows its sediment transport capacity in the water column. 
The proposed analytical wake model may serve as an initial input for the scour 
prediction. The wake also affects the velocity near seabed and the flow conditions 
between rotor and seabed are discussed in Section 4.3.  
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4.2.5 Goodness-of-Fit 
The above figures are providing justification for the quality of the fit provided by the 
given wake model. The study provides quantitative goodness-of-fit estimator R-square 
(R2). This statistic measures how successful the fit is in explaining the variation of the 
data. R-square is the square of the correlation between the response values and the 
predicted values. R-square is defined as: 
R-square=1-[Sum(i=1 to m){wi (yi - fi)
2
}] /[Sum(i=1 to m){wi (yi - yav)
2
}] = 1 - SSE/SST  (4.2) 
Here fi is the predicted value from the proposed model; yav is the mean of the 
experimental data; yi is the experimental data value; m is the number of experimental 
data points. wi is the weighting applied to each data point, usually wi=1 (Goodness of fit 
Statistics). SSE is the sum of squares due to error and SST is the total sum of squares. 
The authors also provide the goodness-of-fit estimator Mean Square Error (MSE).The 
MSE is defined as: 
MSE=SSE/m                                                       (4.3) 
MSE value closer to 0 indicates the model is more useful for prediction. The results 
of the estimators are tabulated in Table 4.3. The R2 and MSE are in range of 
0.1684-0.9305 (close to 1 better) and 0.0004-0.0331 (close to 0 better) respectively. The 
R2 are relative low at certain locations. However, the MSE are close to 0 for all the 
lateral sections. The results of the MSE provide justifications for the correlations 
proposed in the wake model. The prediction of the wake profile usually at x/Dt>3.0 is 
better than that of near wake region. The flow in the near wake region is with high shear 
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and turbulent. The wake pattern is rather complicated. More experimental results of near 
wake are required for future investigation. The proposed analytical wake model is 
indicated in Table 4.4. 
Table 4.3: Goodness-of-fit analysis 
x/Dt I=3% I=8% I=15% 
R2 MSE R2 MSE R2 MSE 
1.0 N/A N/A 0.3455 0.0331 N/A N/A 
1.2 0.3188 0.0327 N/A N/A 0.7073 0.0111 
2.0 0.3473 0.0320 0.4411 0.0290 0.7813 0.0056 
3.0 0.3766 0.0289 0.5478 0.0186 0.8064 0.0006 
4.0 0.8491 0.0064 N/A N/A 0.5502 0.0021 
5.0 0.9305 0.0017 0.9098 0.0023 0.6009 0.0011 
6.0 0.9172 0.0024 N/A N/A 0.2823 0.0008 
7.0 0.8071 0.0042 0.7507 0.0036 0.1684 0.0006 
8.0 0.7999 0.0035 N/A N/A 0.5381 0.0004 
9.0 N/A N/A 0.6112 0.0037 N/A N/A 
*N/A: experimental results not available 
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4.3 Flow Condition between Rotor and Seabed 
The flow (axial, tangential and radial component) between rotor and seabed is simulated 
as the flow is affected by wake. The flow is also responsible for sediment transport in 
the vicinity of TCT. The axial velocity acts parallel to the rotor’s rotational axis. The 
tangential velocity acts perpendicular to the turbine blade axis and is the component that 
represents the rotational nature of a wake. The radial velocity moves parallel to the 
turbine blade axis and represents the lateral expansion of the wake. The three velocity 
components are illustrated by the schematic diagram shown in Figure 4.5. Plots of the 
time-averaged axial, radial, and tangential components of velocity under the turbine 
blades are shown in this section.     
  
Figure 4.5: Schematic view of three velocity components 
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4.3.1 Influence of Rotor Tip Clearance 
4.3.1.1 Axial Velocity 
Ship propeller jet-induced scour has been studied for many years. Earlier researchers 
focused solely on the axial velocity field within the ship’s propeller jets, due to the large 
contribution made by the axial velocity to seabed scouring. Lam et al. (2011) conducted 
Laser Doppler Anemometry measurement and claimed that the axial component of 
velocity is the main contributor to the velocity magnitude of the initial plane of a ship’s 
propeller jet. Liu (2010) compared the downstream velocity profile of a propeller and a 
tidal turbine. It found that the direction of the downstream velocities of a propeller 
against that a turbine is opposing. This phenomenon indicates the different function of a 
tidal turbine and a propeller. The propeller is trying to transfer energy into the fluids 
which result in the acceleration of inflow. The tidal turbine aims to harness the kinetic 
energy from fluids and ends up slowing down the inflow. 
Table 4.5 tabulates each maximum component velocity of the flow between the 
TCT and the seabed. It indicates that axial velocity is the biggest contributor to the 
velocity magnitude, in the same manner as ship’s propeller jets. The maximum axial 
component of velocity in the investigated layers occurred in 0.5C (C=0.4Dt), x/Dt=0.4. 
The maximum value of axial velocity has approximately 1.07 times greater than the 
initial velocity. The maximum local acceleration of velocity around the current 
extraction device in the study of Sun (2008) study is approximately 1.2 times of its 
initial velocity. The maximum velocity locates at x/Dt=1 and 0.3Dt away from the tip of 
the turbine blade. The flow acceleration in Sun’s work is more significant than the 
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current simulation. The experimental instrument applied in her study is actuator disk. It 
suggests that the turbine characteristic influences the extent of flow acceleration. 
Furthermore, Sun took the free surface effect of numerical modelling into consideration. 
The interaction between air and water might increase the velocity around the turbine. 
Table 4.5: Maximum velocity component at each investigated layer 
Height of 
tip 
clearance 
Layer Axial velocity Radial velocity Tangential 
velocity 
(Va/V)% (Vr/Va)% (Vt/Va)% 
1.00Dt 0.50C 105.15 2.05 0.03 
0.25C 104.66 0.73 <0.01 
0.05C 100.00 0.27 <0.01 
0.80Dt 0.50C 105.53 2.48 0.05 
0.25C 104.93 0.93 0.02 
0.05C 100.07 0.30 0.01 
0.60Dt 0.50C 106.00 3.12 0.08 
0.25C 105.19 1.27 0.04 
0.05C 84.39 0.31 0.04 
0.40Dt 0.50C 106.69 4.12 0.22 
0.25C 105.30 1.80 0.11 
0.05C 60.00 0.70 0.08 
 
Figure 4.6 shows that the axial velocity of different layers between the TCT and the 
seabed under different heights of tip clearance. The axial component of velocity in the 
upper two investigated layers (0.25C and 0.50C above seabed) has a moderate increase. 
The increment of velocity is approximately 5% of the initial incoming flow in average. 
The axial velocity near seabed (0.05C above seabed) at each tip clearance case is lesser 
than the initial velocity due to the boundary layer effect. However, the fluids at each 
layer below and behind the turbine have slight higher axial velocity than that at the 
same level before turbine. This behaviour is different with the fluids passed through the 
rotor plane. The fluids passed through the rotor plane region experienced velocity 
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reduction and formed an expanding wake. The faster moving stream (below rotors) 
serves to re-energise the wake, breaking it up and increasing the velocity (Myers and 
Bahaj, 2010). 
Moreover, the contraction of the TCT increases flow velocity. Based on the 
Bernoulli equation, the increase of velocity will be balanced by the decrease in pressure. 
As shown in Figure 4.7, the pressure of the fluids behind the turbine blades decreased at 
each investigated layer. The pressure has been non-dimensionalised by the atmospheric 
pressure (101.325 kPa). The difference of pressures on the two sides of turbine blades 
results in a suction phenomenon. The fluids at the high pressure side will be sucked to 
the low pressure side. This suction effect further accelerates the fluids below turbine 
blades on the back side. These reasons mentioned above contributed to the velocity 
acceleration of the fluids in each investigated layer. Figure 4.8 presents a schematic 
diagram to describe the flow under rotors of the TCT. A low pressure zone is formed 
below the boundary of the wake.  
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Figure 4.6: Dimensionless axial component velocity at different layers with various tip 
clearances from seabed: a. 1.0Dt; b. 0.8Dt; c. 0.6Dt; d. 0.4Dt. 
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       Figure 4.6, continued. 
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Figure 4.7: Dimensionless pressure of fluids at different layers near seabed (height of 
tip clearance=1.0Dt) 
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Figure 4.8 Schematic diagram of flow between the seabed and the TCT 
The distribution of axial component velocity has a similar pattern despite different 
confinements. The influence of seabed proximity in the current study is not evident. It 
suggests the wake does not expand remarkably and it approaches the seabed. The fluids 
beneath the rotor disk are enough to re-energise the wake. Moreover, the solidity of 
turbine blade is low. The fluids pass through the turbine smoothly as the blockage effect 
is not significant. The flow suppression under the turbine is not pronounced. A turbine 
with high blade area ratio may have different velocity pattern when the confinement 
below turbine varies. The flow acceleration below the turbine blades is expected to 
develop along the downstream of the wake. The flow acceleration will probably affect 
the scour process and amplify the sediment transport at seabed. 
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4.3.1.2 Radial Velocity 
McGarvey (1996) claimed the radial component of velocity was approximately 30% of 
the axial velocity along the face of the propeller. Later on, Lam et al. (2010) stated the 
radial component of velocity is third largest contributor to the magnitude of flow field 
in the propeller jet. The measurement of radial velocity is 14% of the axial velocity, 
which is lower than the 30% of axial velocity suggested by McGarvey (1996). Table 4.3 
shows the radial component of velocity is the second largest contributor which is 
different with ship propeller jet. The maximum radial velocity component is 
approximately 4.12% of the maximum axial velocity component. It is the second largest 
contributor of velocity, which is in a different manner as ship propeller jets.  
The radial velocity moves parallel to the turbine blade axis and represents the 
lateral expansion of fluids. The fluids diffused downward once they approached the 
blades due to the blockage effect of turbine blades. The distributions of radial velocity 
at each layer are symmetric which are in valley shapes. The peak ridged radial velocity 
occurs either at or near the Z-axis (See Figure 4.9). Table 4.6 tabulates the maximum 
radial velocity at each investigated layer. The maximum radial velocity located at the 
0.5C (C=0.4Dt), x/Dt=0 (Z-axis), which is 4.4% of the initial velocity. The trend of each 
component velocity close to the tip of turbine blade might be more complicated due to 
tip vortex. The radial velocity of the fluids in the investigated layer decreased right after 
the turbine blades. The radial component velocity is relatively less and may not have 
pronounced effects on local scour. The radial component of velocity might contribute to 
the backfilling of scour hole. 
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Table 4.6: Maximum radial component of velocity 
Height of tip 
clearance 
Layer Position Radial velocity 
(x/Dt) (Vr/Vo)% 
1.00Dt 0.50C 0.00 2.16 
0.25C 0.04 0.76 
0.05C -1.37 0.27 
0.80Dt 0.50C 0.00 2.62 
0.25C 0.02 0.98 
0.05C -1.34 0.30 
0.60Dt 0.50C 0.00 3.31 
0.25C 0.00 1.34 
0.05C -1.37 0.26 
0.40Dt 0.50C 0.00 4.40 
0.25C 0.03 1.90 
0.05C 1.40 0.42 
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Figure 4.9: Dimensionless radial component velocity at different layers with various 
heights of tip clearances from seabed: a. 1.0Dt; b. 0.8Dt; c. 0.6Dt; d. 0.4Dt. 
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        Figure 4.9, continued. 
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4.3.1.3 Tangential Velocity 
Many researches approved that the tangential component of velocity is the second 
largest contributor to the resultant field in the ship’s propeller jet. Prosser (1986) 
estimated the magnitude of maximum tangential velocity is approximately 30% of the 
maximum axial velocity. The results have been contradicted by Lam et al. (2010),   
they reported that the maximum tangential component of velocity within a ship 
propeller jet is 82% of the maximum axial velocity. The tangential velocity acts 
perpendicular to the turbine blade rotating axis. The tangential component results from 
the rotating nature of turbine blades and it contributes to the rotation of fluids. The 
fluids below and behind the turbine should not have significant tangential component as 
the fluids are away from the blades.  
Figure 4.10 shows the distribution of tangential velocity. The distribution of 
tangential velocity is more complicated compared to the radial velocity. The distribution 
of tangential velocity varies with height of tip clearance and it is remarkably small. 
However, Figure 4.10d is more predictable and shows seasonal rise and falls of 
tangential velocity at the layer 0.5C when tip clearance is 0.4Dt. This might be the 
cyclic decay of tangential component. Table 4.7 shows the maximum tangential velocity 
at each investigated layer. The highest tangential velocity occurred at x/Dt=0.09 
(C=0.4Dt), which is 0.24% of initial incoming flow. It shows the rotational of fluids is 
higher in the region near turbine blade.  
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Table 4.7 Maximum tangential component of velocity 
Height of tip 
clearance 
Layer Position Tangential velocity 
(x/Dt) (Vt/V0)% 
1.00Dt 0.50C 0.20 0.03 
0.25C 0.26 <0.01 
0.05C 0.26 <0.01 
0.80Dt 0.50C 0.17 0.05 
0.25C 0.23 0.02 
0.05C 0.23 0.01 
0.60Dt 0.50C 0.11 0.09 
0.25C 0.20 0.04 
0.05C 0.20 0.03 
0.40Dt 0.50C 0.09 0.24 
0.25C 0.11 0.12 
0.05C 0.17 0.05 
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Figure 4.10: Dimensionless tangential velocities at various tip clearances: a. 1.0Dt; b. 
0.8Dt; c. 0.6Dt; d. 0.4Dt. 
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Figure 4.10, continued. 
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4.3.2 Influence of Blade Numbers 
4.3.2.1 Axial Velocity 
Liu (2010) presented a study and showed that the number of blades has a significant 
importance for the efficiency of turbine performance. This section presents the effect of 
the number of blades on the flow between the TCT and the seabed. Table 4.8 tabulates 
the maximum velocity component at each investigated layer. The axial velocity is the 
dominant component of fluids under the turbine blades in all computational cases. The 
radial component of velocity is the second largest contributor to the magnitude of 
velocity instead of the tangential component. 
Table 4.8: Maximum velocity component at each investigated layer 
Number 
of Blades 
Layer Axial 
velocity 
Radial 
velocity 
Tangential 
velocity 
(Va/V)% (Vr/Va)% (Vt/Va)% 
2-blade 0.05C 100.07 0.29 <0.010 
0.50C 103.63 1.35 0.019 
3-blade 0.05C 100.08 0.28 <0.010 
0.50C 105.14 2.16 0.026 
4-blade 0.05C 100.90 0.30 <0.010 
0.50C 106.88 3.07 0.011 
5-blade 0.05C 103.25 0.27 <0.010 
0.50C 109.12 4.18 0.014 
 
Figure 4.11 shows the axial velocity of the flow near the seabed. The fluids at each 
layer below and behind the turbine have a higher axial velocity than that at the same 
level before the turbine. The fluids behind the turbine in the two layers did experience 
acceleration, particularly in the layer of 0.5Dt. The two-blade turbine has the least flow 
change, which is approximately 3.6% acceleration. The maximum acceleration is 
approximately 9% from the five-bladed turbine (see Figure 4.11b). The fluids near the 
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seabed (0.05Dt) have less acceleration than the other layers. The lower change of axial 
velocity at that layer is due to the viscous effect of the seabed. The five-bladed turbine 
also causes the largest acceleration in the region near the seabed. The blade area ratio is 
a key parameter of the flow under the rotors. A turbine with a higher solidity results in 
greater velocity reduction right behind the rotors. The water around the rotors will move 
faster to recover the velocity deficit in the cone-shaped wake region.  
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Figure 4.11: Dimensionless axial component velocity at different layers: a. 0.05C; b. 
0.50C. 
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Figure 4.12 shows the contour plot of axial velocity around the turbines. The 
behaviour of flow acceleration for the fluids around the turbine blades differs from the 
fluids passing through the rotor plane. The flow outside the wake region will re-energise 
the wake. It was observed that the fluids outside the wake region in Figure 4.12 tend to 
have a higher velocity than the free stream. The acceleration around the turbine blades 
in the current study is in line with Sun (2008) and Hill et al. (2014). This further 
suggests that the turbine characteristics influence the extent of flow acceleration. 
Therefore, the geometry of TCT may also affect the scour process.   
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a. 2-blade 
 
b. 3-blade 
Figure 4.12: Axial velocity contour of turbine with different blade number: 
a.2-blade; b. 3-blade; c. 4-blade; d. 5-blade. 
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c. 4-blade 
 
d. 5-blade 
Figure 4.12, continued. 
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4.3.2.2 Radial velocity 
The increase of blade numbers does not change the velocity components of ships’ 
propeller jets. The radial component of velocity of the flow below (0.05C and 0.50C 
from seabed) the turbine blades is the second largest contributor to the magnitude of 
velocity instead of the tangential component. Figure 4.13 illustrates the radial 
component of the flow field between the TST and the seabed. The distribution of radial 
velocity at the 0.50C layer is relatively predictable. The distributions of radial velocity 
at the 0.50C layer are axisymmetric. The highest radial velocity component is 
approximately 0.042V and occurs near the Z-axis when the turbine has 5 blades. The 
fluids near the seabed (0.05C) have minor radial component. However, the flow near the 
seabed shows the same trend as the water flows in the 0.50C layer. The greater number 
of blades results in a higher radial velocity of fluids. The radial velocity starts to 
decrease at the back of the turbine in all computational cases. Table 4.7 also shows that 
the number of blades has a significant effect on the maximum radial velocity below the 
turbine blades. The radial velocity under the five-bladed turbine is approximately two 
times the radial velocity below the two-bladed turbine. 
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Figure 4.13: Dimensionless radial component velocity at different layers: a. 0.05C; b. 
0.50C. 
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The fluids are diffused downward once they approached the blades as radial 
velocity represents the lateral expansion of fluids. More fluids will be diffused away if 
the turbine has a higher blade area ratio. Figure 4.14 presents a contour plot of radial 
velocity around the turbines. It demonstrates that more radial components exist in the 
region closer to the turbine blades. It further demonstrates that a higher blade area ratio 
could cause higher radial velocity in fluids at the downstream (see Fig. 4.14d). Higher 
radial velocity was also observed near turbine tip compares to other regions. It is in line 
with the study of Chamorro et al. (2013). They also observed higher radial velocity near 
the turbine tip. Figure 4.14 shows that the fluids below the rotational axis have negative 
radial velocity. It indicates that as the fluids below the rotational axis approach the 
turbine blades while the fluids diffuse downward. The radial velocity may cause the 
sediment diffuse downward as well.  
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a. 2-blade 
 
b. 3-blade 
Figure 4.14: Radial velocity contour of turbine with different blade numbers: a. 2-blade; 
b. 3-blade; c. 4-blade d. 5-blade. 
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c. 4-blade 
 
d. 5-blade 
Figure 4.14, continued. 
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4.3.2.3 Tangential velocity 
The tangential velocity acts perpendicular to the rotating axis of the turbine blade. The 
tangential component results from the rotating nature of the turbine blades and it 
contributes to the rotation of fluids. The tangential component is the second largest 
contributor to the velocity magnitude of the jets produced by a three-bladed and a 
six-bladed propeller (Lam et al., 2012b). However, the flow field under the turbine 
blades has a small tangential component. Figure 4.15 shows the tangential velocity 
around the turbines (2, 3, 4 and 5 blades).  
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a. 2-blade 
 
b. 3-blade 
Figure 4.15: Tangential velocity contour of turbine with different blade numbers: a. 
2-blade; b. 3-blade; c. 4-blade; d. 5-blade. 
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c. 4-blade 
 
d. 5-blade 
Figure 4.15, continued. 
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A ship’s propeller imposes rotational force to produce the swirling velocity field. A 
high tangential velocity component is expected in the flow field of ship propeller jets. 
However, a TCT extracts energy through the rotation. The induced tangential velocity in 
the flow field generated by the turbine can reasonably be less compared to the jet 
produced by a ship propeller. The tangential component of velocity is even less 
significant under the turbine blades. The tangential velocity below rotor may not affect 
the scour process around the support of TCT. The tangential component is pronounced 
in the wake. It is identical with the study of Chamorro et al. (2013), which they detected 
a high tangential velocity near the wake core. It may contribute to the interaction 
between the suspended particles and wake. 
4.3.3 Development of Boundary Layer 
The mechanism of horseshoe vortex is of significant importance in the process of scour. 
The rotation of the incoming flow results in the horseshoe vortex. The boundary layer 
experiences a three-dimensional separation under the influence of the adverse pressure 
gradient induced by the presence of the support structure. The separated boundary layer 
accordingly rolls up to from a spiral vortex around the support structure (Sumer and 
Fredsøe, 2002). 
The incoming boundary layer and pressure gradient induced by the support 
structure are the two necessary preconditions to generate a horseshoe vortex. Baker 
(1979a; 1979b) claimed that the non-dimensional quantities describing the horseshoe 
vortex in the case of steady current mainly depends on the following parameters:  
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𝛿
𝐷
, 𝑅𝑒𝐷(or alternatively 𝑅𝑒𝛿), and pile geometry 
in which 𝛿/𝐷= the ratio of bed boundary layer thickness to the pile diameter, 𝑅𝑒𝐷= the 
pile Reynolds number (Equation (4.4)): 
                          𝑅𝑒𝐷 =
𝑈𝐷𝑝
𝑣
                                (4.4) 
and 𝑅𝑒𝛿 = the bed-boundary-layer Reynolds number (Equation (4.5)): 
                           𝑅𝑒𝛿 =
𝑈𝛿
𝑣
                                (4.5) 
where U is the velocity at the edge of the bed boundary layer, 𝑣 is the kinetic viscosity. 
 Figure 4.16 shows the current boundary layer profile with rotor in operation in 
conjunction with measured data from Chilworth flume, University of Southampton 
(Myers et al., 2008). The measured boundary layer profiles are without presence of 
energy extraction devices. The seabed condition incorporated in the current numerical 
simulation is without roughness. The numerical results indicate that the flow near 
seabed is increasing and the velocity gradient is reduced compared with the 
experimental data without rotor in operation. The flow acceleration increases the shear 
stress on seabed and causes more sediment to transport. The five-bladed turbine results 
in highest acceleration. The difference of the flow acceleration under different turbines 
is not significant. Minor difference of velocity near seabed in long term could cause 
evident differences on the capacity of sediment transport. More logarithmic velocity 
distribution exists in real marine environment. The presence of rotor significantly 
interferes with the boundary layer. The changes of flow near seabed possibly affect the 
bed load and suspended load of sediment. The increase of number of blades results in 
greater acceleration of flow under the TCT. The turbine with higher blade area ratio 
may need higher shaft height to avoid severe triggering of sediment transport. 
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Figure 4.16: The development of boundary layer behind turbine rotors 
 
4.3.4 Validation of Numerical Results and Mesh Independence Study 
Experimental results and numerical simulation by Pinon et al. (2010) for investigating 
wake of TCT were used in the study to validate the numerical model. The velocity 
profile at the location 1.2Dt behind the turbine was presented and compared with results 
obtained by Pinon et al. (See Figure 4.17). There is some variability in the region near 
the rotational axis. The cause of this disagreement might be the length of the hub. The 
computational results agree well with the experimental results of Pinon et al. (2010). 
Figure 4.17 also shows that the axial velocity under turbine blades experienced a slight 
increase. 
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Figure 4.17: Axial velocity profiles behind turbine blades (x=1.2Dt) 
The number of cells in CFD can influence the results due to the approximations and 
time-averaging method used in RANS equations (Daly et al., 2013). A greater number 
of cells may result in a more accurate solution for the problem with a specified 
numerical setting. The increase in mesh density also requires more computational power. 
The mesh independence study attempts to investigate the velocity field accurately with 
less processing time. 
The computational case with a three-bladed turbine was selected and the mesh 
independence study incorporated the turbine in the numerical simulation with finer 
meshes. The cell numbers were increased to 545757 and 655908 cells. The mesh 
independence was tested by selecting axial velocity at the layer 0.5C from the bed 
(C=350mm). The results obtained by using a finer mesh give no discernible changes in 
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the predicted flow field (see Figure 4.18). The results of velocity magnitude are in good 
agreement for both fine and coarse meshes. A mesh density of 451039 cells is used for 
the investigation, which has the advantage of less processing time. 
 
Figure 4.18: Mesh independence study  
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4.4 Scour Nature of TCT 
4.4.1 Spatial Scour Profile 
The final bed topography from the clear water scour tests is shown in Figure 4.19. It 
aims to investigate the effect of rotor tip clearance on the sediment transport around the 
support of the TCT. During the test, no sediment transport occurred at the upstream, 
confirming clear water scour conditions and local scour and deposition induced by the 
TCT. The scour induced by the TCT of the three cases has the similar pattern. Sediment 
around the support is eroded and a hole is formed. Sediment eroded from the scour 
region was deposited behind in a hill shaped dune. The maximum scour depth reached 
18% of rotor diameter (5 cm tip clearance), Dt, or 7% of the flow depth, H. Results also 
indicate that regions susceptible to scour typically persist up to 0.5Dt downstream and 
up to 0.5Dt to either side of the turbine support centre. The peak of the deposition 
reached the elevation of 10% of the rotor diameter.  
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a. 5 cm tip clearance  
 
 
b. 10 cm tip clearance 
Figure 4.19: 3D surface map of 24-hr scour by SURFER 
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c. 15 cm tip clearance 
Figure 4.19, continued. 
As discovered in Section 4.3, the obstruction induced by the spinning rotor 
resulting acceleration of the flow between the bottom rotor tip and bed surface. This 
acceleration increases the local shear stress and it amplifies the scour mechanism. It is 
therefore the short tip clearance (5 cm) can cause severe sediment transport around the 
support of the TCT. The extent of scour hole increases with the decrease of tip clearance. 
The highest tip clearance 15 cm results in the least eroded sand from the bed. The scour 
holes and deposited sand are asymmetric particularly in the case of 5 cm tip clearance. It 
is due to asymmetric shear stress impacted at the bed. It conforms to the study 
conducted by Zhang et al. (2015). 
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4.4.2 Temporal Evolution 
4.4.2.1 Temporal Variation of Scour Profiles 
Figures 4.20, 4.21 and 4.22 present the temporal dimensionless scour holes profile at 
3.5, 7.0 and 24 hr. The turbine rotor places 5cm, 10cm and 15 cm from bed, respectively. 
The investigated cases are in the same manner in terms of scour development. Looking 
closely at the measured developments of scour profile at various lateral positions, it can 
be observed that a scour hole is formed around the support tower. The majority of scour 
occurred at the initial 3.5 hr. The size of scour holes increase with time. The scour depth 
slightly increases after 3.5 hr scour. A deposition mound is also observed downstream at 
initial stage. The depositional wedge also moves further downstream as the test in 
progress. A secondary sand dune is formed right behind the primary dune after 24 hr 
test. 
At the case of 5 cm tip clearance, maximum scour occurred at approximately x/Dt= 
-0.1, y/Dt= -0.1, reached the depth of S/Dt=0.185. The highest depositional wedge 
reached elevations of approximately 10% of the Dt at location x/Dt=1.0, y/Dt=0.1. The 
highest secondary sand dune is only 3.5% of Dt at location x/Dt=1.8, y/Dt= 0.2. It is has 
been observed that there is no secondary sand dune at the first 7 hr scour test. It is 
probably due to the primary deposition wedge reached a certain height and it becomes 
susceptible to the flow below turbine rotor. The accelerated flow below rotor turbine 
eroded the deposited sand dune.  
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In the case of 10 cm tip clearance, maximum scour depth is approximately 16% of 
Dt and took place at x/Dt= -0.05, y/Dt=0 and x/Dt=-0.05, y/Dt= -0.1. The highest primary 
sand dune has an elevation of 0.075Dt and it happened after 7 hr scour test other than 24 
hr. It may due to the primary scour dune deposition is less than its erosion in the 
subsequent test. The highest primary deposition located at the region of x/Dt=0.6-0.7, 
y/Dt=0.0-0.1. Secondary dune is also formed but with lower elevation. The highest 
secondary sand dune is only 3% of Dt at x/Dt=1.5, y/Dt=0.0. 
For the investigated case of 15 cm tip clearance, maximum scour depth occurred at 
x/Dt= -0.05, y/Dt=0 and x/Dt=-0.05, y/Dt= -0.1 which is same as the case of 10 cm tip 
clearance. The maximum scour depth is approximate 0.145Dt. The highest primary 
deposition is 8.5% of Dt located at x/Dt= 0.7, y/Dt=0 and x/Dt=0.7, y/Dt= -0.1. The 
secondary sand dune is getting lower and lower as the rotor of turbine rotor moves up. 
The highest secondary sand dune is only 2% of turbine diameter at locations x/Dt= 1.2, 
y/Dt=0 and x/Dt=1.2, y/Dt= -0.1. 
As seen from all the investigated cases, it has been observed that the maximum 
scour depth increase as the decrease of tip clearance. The maximum scour depth 
occurred in front of the support pile. It is generally at the region x/Dt=-0.05 – -0.1 and 
y/Dt=0.0 – -0.1. The height of primary and secondary deposited sand dunes also 
increases as the decreases in tip clearance. The location of peak sand dune is a bit 
complicated due to the influence of the flow between turbine rotor and bed. Furthermore, 
the transition point between net erosion and net deposition moves downstream as the 
test ongoing. Hill et al. (2014) suggested that the transition point may reveal a 
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relationship between turbine wake and the bed surface. The transition points of Hill et al. 
(2014) are between x/Dt=1.0 to x/Dt =2.0. This region has been noted by Chamorro et al. 
(2013) and they claimed that the turbine wake coherence starts to break down in this 
region where the most rapid velocity deficit recovery begins.  However, the furthest 
transition point of the current study located at x/Dt=0.5 in all the cases after 24 hr scour 
test. The difference of the locations of the transition point may be due to the difference 
of turbine geometry and flow velocity.  
 
   a. 
Figure 4.20: Temporal dimensionless scour holes profile at different times (Tip   
clearance=5 cm); a. y/Dt = 0; b. y/Dt= -0.1; c. y/Dt = 0.1. e. y/Dt= -0.2; f. y/Dt = 0.2. 
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      b. 
 
 
   c. 
Figure 4.20, continued. 
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    d. 
 
 
     e. 
     Figure 4.20, continued. 
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      a. 
 
 
     
         b. 
Figure 4.21: Temporal dimensionless scour holes profile at different times (Tip 
clearance=10 cm); a. y/Dt = 0; b. y/Dt = -0.1; c. y/Dt = 0.1. e. y/Dt = -0.2; f. y/Dt = 0.2. 
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      c. 
 
 
      d. 
     Figure 4.21, continued. 
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     e. 
Figure 4.21, continued.  
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      a. 
 
     b. 
Figure 4.22: Temporal dimensionless scour holes profile at different times (Tip 
clearance=15cm); a. y/Dt = 0; b. y/Dt = -0.1; c. y/Dt = 0.1. e. y/Dt= -0.2; f. y/Dt = 0.2. 
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      c. 
 
     d. 
Figure 4.22, continued. 
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      e. 
     Figure 4.22, continued.   
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4.4.2.2 Temporal Variation of Maximum Scour Depth 
Figure 4.23 illustrates the temporal scour depth under different tip clearances. The 
𝑆𝑡/𝐷𝑡 is a logarithmic function of time (t). It observed that the majority of the scour of 
all the investigated cases occurred in the first 3.5 hours. After 7 hr of scour test, all three 
cases reach near-equilibrium conditions. The depth of scour increased more quickly in 
the case with 5 cm tip clearance. The slowest scour occurred in the case of 15 cm tip 
clearance. The maximum scour also occurred in the case of 5cm tip clearance, which is 
approximately 18.5% of the rotor diameter Dt (8% of flow depth). The least scour 
happened in the case of 15 cm tip clearance, which is approximately 14% of the rotor 
diameter Dt (6% of flow depth).  
 
Figure 4.23: Time-dependent maximum scour depth 
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A comparison between the experimental results of the current study and Hill et al. 
(2014) of temporal scour depth is presented in Figure. 4.24. The time has been 
normalized by the respective velocity at hub height. It shows that the large-scale 
experiment did not approach equilibrium stage. The small-scale experiments approach 
the near-equilibrium. Hill et al. (2014) also indicated that the sour hole evolves faster 
when the rotor is on the upstream side of the support tower. The temporal evolution of 
scour depth of small-scale experiments indicated similar pattern with the author’s 
results (C=5 cm), particularly the case of rotor upstream. The authors’ experiments are 
conducted with rotor upstream. The results of Hill et al. (2014) in Fig.10 are taken from 
x/Dt=0.66 and y/Dt=0 for all cases. The results of current study are taken from x/Dt=-0.1 
and y/Dt=-01. These locations are on the downstream side of the rotors. With the rotor 
on the downstream of the support tower, the flow acceleration between rotor and seabed 
may take place later. The scour amplification occurs potentially further downstream 
from the support tower. The location of rotor plays an important role for the scour 
mechanism of tidal turbine. The development of wake of the turbine affects the scour 
mechanism. The prediction of wake profile is able to provide insightful inputs for the 
scour prediction around the support of TCT. 
The temporal evolution of scour hole for large-scale experiment is relatively faster 
compare to small-scale experiments. However, it should be noted that the velocity at 
hub height is 0.66 m/s. This indicated the incoming flow velocity plays a significant role 
on the temporal evolution of scour hole. The size of the rotor may also cause the faster 
evolution of scour hole as the large-scale experiment with a 0.5 m diameter rotor.  
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Figure 4.24: Comparison of temporal scour depth 
 
4.4.2.3 Proposed Scour Prediction Model 
Research to provide methods for predicting scour depth around the pile-supported 
structure of tidal turbine is limited. The maximum scour depth at any time t, St, is 
assumed to be a function of 10 independent variables as follows: 
                      𝑆𝑡 = 𝑓1(𝑉0, 𝐷𝑡 , 𝑑50, 𝐶, 𝜌, 𝜌𝑠, 𝑔, 𝐻, 𝑣, 𝑡)               (4.6) 
In the works of ship propeller jet induced scour (Rajaratnam, 1981; Hamill, 1999; 
Hong et al., 2013), the fluid viscosity could be neglected as the Reynolds number of the 
jet is greater than 10,000. The Reynolds number of the wake induced by the physical 
model of the turbine is around 29,100. The viscosity term is ignored in the following 
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approximately 0.11 and its effects on scour are not examined in the study. The efflux 
velocity is calculated from  𝑉0 = 𝑉∞√1 − 𝐶𝑡 (Equation 3.10), as introduced in Section 
3.1. By referencing the work of Hong et al. (2014), the Buckingham π theorem has 
been applied and choosing 𝜌, 𝑔, 𝑉0 as fundamental variables. Equation (4.6) has been 
obtained as the follows: 
                   
𝑔𝑆𝑡
𝑉0
2 = 𝑓2(
𝑔𝐷𝑡
𝑉0
2 ,
𝑔𝑑50
𝑉0
2 ,
𝑔𝐶0
𝑉0
2 ,
𝜌
(𝜌𝑠−𝜌)
,
𝑔𝑡
𝑉𝑜
)                     (4.7) 
Based on experience of ship propeller jet induced scour (Hamill, 1999; Hong et al., 
2013) and re-arrange the above equation, the maximum depth of scour hole could be 
written as: 
                   
𝑆𝑡
𝐷𝑡
= 𝑓2(𝐹𝑜 ,
𝐶
𝐷𝑡
,
𝐶
𝑑50
,
𝑡
𝐷𝑡 𝑉𝑜⁄
)                            (4.8) 
In Equation (4.7), Fo=𝑉𝑜 √(
𝜌𝑠−𝜌
𝜌
)𝑔𝑑50⁄  and 𝐷𝑡 𝑉𝑜⁄ , which is denoted by tR, is the 
proposed time scale. A nonlinear regression analysis has been performed and an 
empirical equation for the estimation of time-dependent scour depth of the 
pile-supported TCT is proposed as: 
                         
𝑆𝑡
𝐷𝑡
= 𝑘1[𝑙𝑜𝑔10 (
𝑉𝑜𝑡
𝐷𝑡
) − 𝑘2]
𝑘3                   (4.9) 
where 
 𝑘1 = 0.01 (
𝐶
𝐷𝑡
)−0.405(
𝐶
𝑑50
)0.009𝐹0
0.443 
𝑘2 = 1.9 (
𝐶
𝐷𝑡
)1.67(
𝐶
𝑑50
)0.009𝐹0
−0.009 
𝑘3 = 2.18 (
𝐶
𝐷𝑡
)0.19(
𝐶
𝑑50
)−0.04𝐹0
−0.05 
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Figure 4.25 presents the overall comparison between the computed and observed 
temporal maximum scour depth. The R-squared value ranges from 0.7747 to 0.9737.  
The best fitting of the experimental data with predicted value is in the case C=10 cm. 
The lowest R-squared value in the case of C=15 cm is 0.7747 which is still consider 
very good based on Henriksen et al. (2003). Equation 4.9 has good agreement with 
present experimental data under the conditions of 0.25 ≤ 𝐶 𝐷𝑡⁄ ≤ 0.75 , 
50 ≤ 𝐶 𝑑50⁄ ≤ 150  and 𝐹0 = 1.8965 . More experimental results are necessary to 
enlarge the applicable range of the proposed model. 
 
Figure 4.25: Comparison between measured and predicted time-dependent scour depth 
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4.4.3 Comparison with Conventional Bridge/Pile Scour 
The presence of rotor adds complexity to the scour induced by the pile-supported TCT. 
The scour mechanism of the TCT is different from the conventional bridge/pile scour. 
The main differences come from the generated wake and the flow below the wake. The 
flow below wake tends to move faster than the free stream and may act to amplify the 
scour process which results in the increase of the scour rate. The study showed that the 
tip clearance (vertical location) of rotor affects the scour depth around the support of the 
TCT which is line with Zhang et al. (2015). Figure 4.24 also indicated that the lateral 
location of the rotor affects the scour profile of tidal turbine. The proposed efflux 
velocity is employed for the prediction of time-dependent scour depth. The prediction of 
wake profiles provides initial input for the scour profile prediction. 
The turbine geometry may also affect the scour process. This is because of the 
geometry affects the flow between rotor and seabed. As presented in section 4.3.2, the 
number of blades affects the axial and radial component of velocity. The study of Hill et 
al. (2014) also stated that the scour process of TCT depends on geometrical properties 
of turbine rotor. They also highlighted that the device performance may affect the scour 
mechanism. 
The flow characteristic of a river stream is significantly different from tidal 
variations. River flow is unidirectional and it may have strong stochastic variation on 
daily to seasonal base (Khan et al., 2009). The tides undergo fluctuations of dominant 
periodic nature. The tide is either diurnal or semidiurnal. Many sites are relatively 
bi-directional. The flow reversal can be 20
o
 or more away from 180
o
 (Myers and Bahaj, 
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2005; Blunden and Bahaj, 2006; Haydar et al., 2012). The scour test performed in the 
study is under the case of unidirectional flow. The study of Escarameia and May (1999) 
and McGovern (2014) reported that the equilibrium scour depth is smaller than the case 
under unidirectional flows due to backfilling of scour hole during reversing flow. In the 
site of relatively bi-directional flow, the predicted scour rate and depth by using 
proposed scour model is probably larger than the real case. The conservative feature of 
the proposed model safeguards the stability of the support of TCTs. The proposed model 
is based on the reference guide of ship propeller jets induced scour. The scour process of 
TCTs is complicated due to the presence of the rotor. The attempts by referencing ship 
propeller jet induced scour predictor is promising and the proposed model (Equation 4.9) 
can be used as a starting point for future model development.   
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CHAPTER 5: CONCLUSIONS AND RECOMMENDATIONS 
5.1 Conclusions 
The main purposes of the thesis were to study the flow nature of turbine wake and to 
explore the impacts of turbine wake on the seabed. The conclusions of the research 
objectives listed in Section 1.3 are addressed in the following: 
5.1.1 Analytical Wake Model 
The validity of the analytical wake model is demonstrated. It is able to predict the 
two-dipped wake structure. Two-dipped wake model is able to predict the two 
axisymmetric minimum velocities within the zone of ﬂow establishment compared to 
the equations of Lam and Chen (2014). The two minimum velocities merged to be one 
minimum velocity in the zone of established ﬂow. The proposed model is also able to 
predict the wake model under various ambient turbulence conditions (TI=3%, 5%, 8% 
and 15%). The analytical wake model is documented in Table 4.2.  
The procedure to predict the wake structure is summarised. Prediction of the wake 
structure is started by predicting the efﬂux velocity. Efﬂux velocity is able to be 
predicted using the enhanced equation Vo (Equation 3.10) to predict the minimum 
velocities at various positions from the turbine depending on the turbulence intensity. 
Goodness-of-ﬁt analysis has been conducted by comparing with published experimental 
data. The estimator of R-square (R2) and Mean Square Error (MSE) indicated that the 
predicted wake stricture has acceptable agreement with the published experimental 
results. 
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5.1.2 Flow between Rotor and Bed 
OpenFOAM is able to predict the velocity profile under the rotor of the TCT. The axial 
component is the largest contributor to the magnitude of the velocity. The radial 
component of the velocity is the second largest contributor to the magnitude of the 
velocity. The tangential component is insignificant so that it suggests the tangential 
component of velocity has no impact on the scour and deposition process. The 
confinement has no effect on the velocity pattern of each velocity component when the 
tip clearance is large enough. 
The blockage ratio of TCT is directly proportional to the extent of flow acceleration. 
The presence of rotor changes the boundary layer profile subsequently results in the 
altering of horseshoe vortex formation. A schematic diagram to describe the flow profile 
between seabed and TCT has been proposed (Figure 4.8). The blockage ratio of a TCT 
is directly proportional to the extent of flow acceleration. A higher blade area ratio of 
turbine cause more velocity deficit right behind the turbine plane. A higher blade area 
ratio causes higher velocity acceleration around the turbine rotors. A larger blade area 
ratio also results in higher radial velocity in the near-field of the turbine. The change of 
tangential velocity was found to be insignificant due to change of blade area ratio. 
The characterization of the flow conditions offers the preliminary insight into the 
interaction between the turbine and the ambient environment. The geometry of the 
turbine is of importance to the flow. The study demonstrates the possibility of 
OpenFOAM as a promising method to investigate TCT related issue. The height of tip 
clearances and turbine geometry are the two critical parameters in scour design of TCT. 
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5.1.3 Tip Clearance on the Scour Depth of Pile-Supported TCT 
The presence of rotor amplifies the scour process around the support of the TCT. The 
decrease of tip clearance increases the scour depth. The maximum scour depth reached 
18.5% of the rotor diameter. Results indicate that regions susceptible to scour typically 
persist up to 1.0Dt downstream and up to 0.5Dt to either side of the turbine support 
centre. 
The tip clearance plays the most important role in affecting the scour depth and 
scour rate. The case of 5 cm tip clearance results in the fastest scour and most sediment 
transport, while the case of 15 cm tip clearance has the slowest and least sediment 
transport.  
5.1.4 Temporal Scour Profiles of Pile-Supported TCT 
Majority of the scour occurred in the first 3.5 hr in all the cases. The scour depths of all 
the cases reach near-equilibrium state after 7 hr test. A “V” shape scour hole is formed 
around the support tower. A deposition mound is also observed downstream at initial 
stage. The primary deposition mound moves further downstream with time. A secondary 
dune is formed right behind the primary dune after 24 hr of scour test.  
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5.1.5 Correlation of the Tip Clearance with Time-Dependent Maximum Scour Depth 
Using the experimental data, the 𝑆𝑡/𝐷𝑡 is a logarithmic function of time. An empirical 
formula (Equation 4.9) to estimate the time-dependent maximum scour depth is 
proposed as the following:  
 
  
𝑆𝑡
𝐷𝑡
= 𝑘1[𝑙𝑜𝑔10 (
𝑉𝑜𝑡
𝐷𝑡
) − 𝑘2]
𝑘3                    
where 
 𝑘1 = 0.01 (
𝐶
𝐷𝑡
)−0.405(
𝐶
𝑑50
)0.009𝐹0
0.443 
𝑘2 = 1.9 (
𝐶
𝐷𝑡
)1.67(
𝐶
𝑑50
)0.009𝐹0
−0.009 
𝑘3 = 2.18 (
𝐶
𝐷𝑡
)0.19(
𝐶
𝑑50
)−0.04𝐹0
−0.05 
Equation 3.10 (Efflux velocity) is an initial input for the proposed scour prediction. The 
predicted results indicate acceptable agreement with the present experimental data.  
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5.2 Recommendations for Future Works 
Though large amount of works has been done to understand the wake and scour of TCT, 
the scope of this work is limited. Recommendations for future research are listed as 
follows: 
I. The wave may affeect the turbine performance and wake structure. The effect of 
wave on the wake would need to be studied 
II. Field measurements of turbine wake profile can be done. 
III. The applicability of the porposed turbine wake model can be testified when the 
incoming flow is non-uniform. 
IV. Higher resolution of numerical model can be conducted to capture the detail flow 
near turbine rotor. 
V. Further research can be carried out to cover a wider range of densimetric Froude 
number for the scour prediction around the support of TCT. For instance, different 
incoming velocity and various sediment sizes. 
VI. More attention should be drawn to the scour nature of TCT under live-bed 
condition. 
VII. The effect of the wave on the scour depth of TCT can be investigated. 
VIII. The scour rate of TCT under bi-directional flow condition can be examined. 
IX. The investigation on scour profile of TCT under tide and wave combined condition 
needs be carried out. 
X. The interations of turbines may affect the scour mechanisms. The investigation of 
scour of TCT in arrays needs to be investigated.  
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Appendix: Photos of Experiments/Instruments 
 
 
Figure A1: Control panel of pump 
 
 
 
 
Figure A2: Water Pump 
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Figure A3: Laser distance metre 
 
 
 
Figure A4: Hydraulic flume 
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Figure A5 Tailgate of the flume 
 
 
 
 
Figure A6: Plastic Mattress to break the flow from pump 
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Figure A7: General scour profile of pile-supported TCT 
 
